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Ion exchange is one of the major processes used on an industrial scale in the
continuous production of ultrapure water. As requirements for high purity water have
developed, systems consisting of single- and mixed-bed ion exchange resins along with a
number of other pre- and post-treatment processes have evolved. For many industries,
any deterioration in water quality obtained from ion-exchange mixed-beds has serious
consequences on production processes and other items of the plant. Hence, the
development of a tool that can predict the performance of an ion-exchange resin column
as the resin in the beds gradually ages becomes essential.
Ion exchange resins are insoluble solid polymers, normally consisting of
polystyrene beads with divinyl benzene cross-linking, which carry exchangeable cations
or anions. When the resins are in contact with a solution, the exchangeable ions in the
resin can be exchanged for a stoichiometrically equivalent amount of ions of the same
sign (counter ions) from the solution. Since ion exchange is a reversible process, the
resins can be regenerated so that they are converted to their original forms and are
capable of carrying out further ion-exchange. Ion exchange is essentially a diffusion
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process and has little relation to chemical reaction kinetics in the usual sense. The ion
exchange resins are selective and take up certain counter ions in preference to others.
Ultrapure water is required in large volumes by power plants that use mixed-bed
ion-exchange for condensate polishing and makeup water purification. Most condensate
polishers utilize regenerable bead fonn resin in packed beds, though some use throw-
away powdered ion exchange resins. To produce ultrapure water, the cation and anion
exchange resins are regenerated to the hydrogen and hydroxide forms, respectively. This
is nonnally referred to as the hydrogen/hydroxide cycle. This mode of operation
continually removes amines that are added to boiler feed water to raise the pH and
minimize corrosion of the steel components. Hence, nonnally an excess ofcation
exchange resin is provided in the mixed beds of most condensate purification plants.
Some plants use cation resins in the ammonium form, referred to as amine cycle. This
eliminates the removal of ammonium ions from the water and hence, reduces the sizes of
the plants. Though this cycle eliminates the problem of continuous removal of ammonia,
it suffers from the disadvantage of unfavorable equilibrium for the removal of sodium on
ammonium form of cation exchange resin.
Another major problem with ion-exchange resins is their deterioration with
continuous use. This problem is especially associated with anionic resin (Harries and
Ray, 1984; Harries, 1986, 1987). The first observation with anion resin degradation is an
increase in chloride and sulfate leakage from the condensate purification plants. There are
a number of factors attributed to anion resin degradation. Organic molecules present in
feedwater (humic and fulvic acids), cross contamination of anion resin during cation resin
regeneration, degradation products of cation resins such as short chain aromatic
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sulfonates, and manufacturing residues of cation resin are some of the causes of
degradation of anion resin (Harries, 1984). McNulty et al. (1986) discussed thermal
degradation of strong base capacity and coating of the resin surface by dense iron-oxide
films as reasons for normal anion resin deterioration.
Kinetic problems with cation exchange resins are often attributed to poor
regeneration or poor flow characteristics. Cation resin degradation is observed by
increased sodiwn or ammonium leakage which has been ascribed to residual polymeric
material, like oligomeric species, eluted from the anion resin (Harries, 1991). In both
anion and cation resin degradation the foulants are unlikely to diffuse into the beads but
instead form a physical layer at the surface that inhibits ion exchange by blocking the
exchange sites. In addition, the foulants may set up their own potential barrier at the bead
surface (Harries, 1984), spare anionic groups on the foulant repelling the anions
approaching in the liquid phase.
Frisch and Kunin (1960) examined the kinetics of mixed bed ion-exchange and
concluded that boundary-layer diffusion was the rate controlling step at low influent
concentrations. When the overall reaction begins to slow due to resin fouling, the process
can no longer be explained by film diffusion alone, but must take into account reaction
andior particle diffusion. The effects of resin degradation on mixed-bed ion exchange unit
performance have been discussed by Foutch and Chowdiah (1992).
Normally, experimentally measured mass transfer coefficients (MTCs) are used to
indicate the extent of deterioration in new and used ion exchange resins. Harries and Ray
(1984) adapted the mass transfer equation of Frisch and Kunin (1960) for application to
mixed beds. The same model is used in this study to evaluate MTCs of new resins and to
4
estimate resin degradation. This procedure uses a single-parameter experiment to obtain
a single-parameter property, the overall MTC. This overall MTC is a lumped parameter
that includes film, interfacial, and particle effects. The simplicity of this procedure makes
it more attractive to use rather than the diffusion models used for particle mass transfer
kinetics (Gopala Rao and Gupta, 1982). Lee (1994) used a similar methodology to study
used resin kinetics. The flow rates used in his study were in the lower range of flow rates
normally used in industry. He used a simple series resistance model to explain used resin
kinetics.
The objectives of this study are:
1. To evaluate mass transfer coefficients ofnew and used resins (from Public Service of
Oklahoma) for sodium, chloride, magnesium and calcium at higher flow rates than
that used by Lee (1994) and at a wider influent concentration range than that used by
Harries and Ray (1984). This range of flow rates and influent concentrations was
chosen so that it covers the entire operating conditions spectrum in industry.
2. To study used resin kinetics using a combination of Harries and Ray's (1984) mass
transfer equation and a modified fonn of the series resistance model.
3. To evaluate effective particle diffusivity in used resins to elucidate the role particle
diffusion rate plays in fouled resins.
4. To analyze the surface of used resins using Laser Raman Spectroscopy.
CHAPTER II
LITERATURE REVIEW
Ion-exchange is the reversible stoichiometric exchange of ions between a solid
and a liquid in which there is no substantial change in the structure of the solid. Basic
definitions, equilibria, kinetics, and industrial applications of ion-exchange have been
discussed in detail by Kunin (1960), Helfferich (1962, 1966), Grimshaw and Harland
(1975), and Naden and Streat (1984). Mixed-bed ion-exchange is defined as the
simultaneous exchange of cations and anions by an intimate mixture of cation and anion
exchangers. Haub (1984), Yoon (1990), Zecchini (1990), and Noh (1992) have done
extensive work in modeling the mixed-bed ion-exchange process. Harries (1978, 1986,
1987, 1988, 1991), Harries and Ray (1984), and Lee (1994) have documented, in detail,
the kinetics of mixed-bed ion-exchange processes for new and used resins. Literature
related to the present study is reviewed in this chapter.
Ion-Exchange Equilibria
Ion-exchange equilibrium is attained when an ion exchanger is placed in an
electrolyte solution containing a counter ion which is different from that in the ion-
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exchange resin. If the resin is initially in A form and the counter ion in the solution is B,
the ion-exchange reaction is given by
(II-1)
The counter-ion ratio of the two competing counter ion species in the resin is
usually different from that in the solution because the ion-exchange prefers one species
with respect to the other. This is called selectivity.
Equilibrium between the resin and the solution can be described by means of
rigorous thermodynamics with no model and no assumptions about the mechanisms of
the phenomena. Different solutions can be obtained depending on the forms of equations
selected based on components in the system and of the standard and reference state
(Helfferich, 1962). Most theories in this approach consider the components of the resin
to be "resinates," the dissolved ions, and the solvent along with the standard and
reference states of the resinates are taken to be mono-ionic forms of the ion exchanger.
KielJand (1935) was among the first researchers to take this approach. He outlined a
thermodynamic method of treating base-exchange equilibria using activity coefficients.
The practical value of the rigorous therrnodynamic approach is limited because the
quantities involved cannot be determined by measurements or predictions without
assumptions. Hence, various models with properties similar to those of an ion-exchange
resin have been developed. Such models are useful only for select systems where the
actual properties are adequately represented by the model.
Gregor's (1948, 1951) "network of elastic springs" representation of ion-
exchange resins was the first model introduced that reflected particular properties of ion-
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exchangers. This model is purely mechanical and does not include electrostatic
interactions. The model also does not involve the single ion as a discrete particle and
hence, the model is termed "macroscopic." Models on a "molecular scale" were
proposed by Katchalsky (1953) and by Nagasawa and Rice (1961). Both models are
similar in many respects and represent the matrix with fixed ionic groups as cross linked
chains with rigid segments, carrying one electric charge each, that are interconnected by
universal joints. Increase in entropy and the subsequent coiling of the chains is used to
explain elasticity. A variety of other diverse approaches and models have been
developed, with varying degrees of similarity with other theories and with varying
degrees of usefulness (Helfferich, 1962). The most important rules from these models are
deduced by simple qualitative reasoning.
In general, ion-exchange resins prefer counter ions of higher valences with the
preference increasing with dilution of the solution (Helfferich, 1962). This effect is
explained in terms of the Donnan Potential. The Donnan Potential attracts counter ions
into the exchanger and thus balances their tendency to diffuse out into the solution. The
force with which the Donnan potential acts on an ion is proportional to the ionic charge.
Ion-exchange equilibria is also affected by swelling pressure of the resin and the sizes of
the solvated counter ions. Ion exchangers prefer counter ions with smaller solvated
equivalent volumes because of the tendency of their matrices to relax (Gregor, 195 I).
Hence, selectivity increases with dilution of the solution, with decreasing equivalent
fractions of the smaller ion, and with increasing degrees of cross linking of the resin.
Though in general, larger counter ions can displace smaller ones, very large organic ions
and inorganic complexes may be mechanically excluded by sieve action (Helfferich,
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1962). Sieve action occurs if the meshes of the matrix are too narrow for accommodating
the ion, and is more strongly observed in highly cross-linked resins.
Deviations from ideality occur usually because of interactions of various
components of the system. The most important interactions are those between counter
ions and fixed ionic groups in which ion pairs or covalent bonds are formed. The ion-
exchanger prefers the counter ion that forms the stronger ion pairs or bonds with the fixed
ionic groups. Such interactions could occur if the fixed ionic groups are similar in
structure to precipitating or complexing agents that react with the counter ion (Helfferich,
1962). Counter ions could also be held by fixed ionic groups by the electrostatic
attraction between charges of opposite sign. This effect favors preference for the counter
ion ofhigher valence and, in many cases, preference for the smaller counter ion (Boyd et
at 1947). In some cases, interactions of the solvent molecules with one another and
London forces between the counter ion and the matrix may affect selectivity. Kressman
(1949) found that styrene-type resins usually prefer counter ions with aromatic groups to
those with aliphatic groups. Hence, when counter ions with organic groups that resemble
the components of the matrix are present, the ion exchanger selectivity for these ions
increases.
The temperature dependence ofequilibria is related to the standard enthalpy
change that accompanies the reaction (Helfferich, 1962). High temperature discourages
the reaction that occurs with evolution of heat. Ion exchange is not a chemical reaction
and, as a rule, occurs with little evolution/uptake of heat. Hence, temperature dependence
of ion exchange equilibria is only minor. Similarly, pressure dependence that is related to
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standard volume change accompanying a reaction, of ion-exchange equilibria is
negligible.
Ion-Exchange Kinetics
The theory of ion-exchange kinetics is not nearly as advanced as that of ion-
exchange equilibria. The main difficulties with time-dependent phenomena are mostly
mathematical (Helfferich, 1962). Experimental and theoretical work has led to a much
better understanding of the mechanism and the rate-detennining step of the ion-exchange
process, but a lot of work is still to be done.
Ion exchange, as a rule, is a diffusion process with the rate-detennining step
established to be diffusion of the counter ions between the ion-exchanger and the solution
it is in contact with (Helfferich, 1962). Any counterions leaving the exchanger are
replaced by an equivalent amount of other counterions except in cases where electrolyte
sorption and desorption accompanies ion-exchange, thus changing the ion-exchanger co-
ion content. Under nonnal circumstances, Donnan exclusion keeps the co-ion content
low so that deviations from stoichiometric exchange remain small.
The ion-exchange process can be controUed by one of three rate controlling
mechanisms: interdiffusion of counterions within the ion exchanger itself (particle
diffusion), interdiffusion of counterions in the adherent films (film diffusion), and the
"chemical" exchange reaction at the fixed ionic groups (Boyd et aI., 1947). Spalding
(1961) has shown that the counterion exchange across the interface between ion
exchanger and solution is highly unlikely to be the rate-determining step if transition
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across the interface is purely a physical process such as diffusion. Rate control by the
exchange reaction has been ruled out for ordinary ion-exchange processes (Boyd, 1947)
but can occur in chelating group resins that fonn reacting complexes (Turse and Rieman,
1961). Hence, as a rule, either film diffusion control or particle di ffusion control or a
combination of the two is the rate controlling mechanism.
The rate of ion exchange is detennined by the slower of the two processes. Film
diffusion control prevails in systems with ion exchangers of high concentration of fixed
ionic groups, low degree of crosslinking, and small particle size, with dilute solution, and
with inefficient agitation (Gopala Rao, 1964). All factors with opposite tendencies
support particle diffusion control using quantitative expressions for the effects of the
various factors. Boyd et al. (1947) concluded that particle diffusion was the controlling
mechanism for solution concentration of 0.1 M or greater, and film diffusion was the rate
controlling mechanism for concentrations of 0.003 M or less with a combination of the
two in the intennediate concentration range. Petruzzelli et al (1988) studied the particle
diffusion mechanism using autoradiography and light microscopic observation inside a
resin bead. Tittle (1981) verified experimentally the poor kinetics on used anion
exchange resin.
An important feature of ion-exchange is the conservation of electroneutrality.
This requires stoichiometric exchange of counter ions, otherwise a net electric charge
would result. This equality of fluxes is enforced by an electric field set up by the
diffusion process. In a solution with concentration gradients, the net flux is given by the
Nernst-Planck equation
J i = (J i ) diffusion + (J i ) eleclricaJ
= -D· (Vc. + z·e·~ Vd-)




applies whenever an electric field exists. It does not matter whether the electric field is
generated by an external source or by diffusion within the system. The effects of
convection, gradients of pressure and activity coefficients are not used in the derivation of
this equation. This equation applied to counterions in binary exchange is used to obtain
the effective liquid phase or solid phase diffusivity. The mass-transfer coefficient in rate
expressions can be calculated using this effective diffusivity (Kataoka et aI., 1973).
Graham and Dranoff (1972) analyzed film-diffusion control at low concentration
and low stirring rates, and intraparticle diffusion control at high concentrations and high
stirring rates using anion exchange experiments in a well stirred batch reactor. They
concluded that film diffusion control was the rate mechanism in the initial stages of ion-
exchange until the outer layers of the exchanger are exhausted after which particle
diffusion control becomes a major factor. Goto et al. (1981 a, b) carried out experiments
using a batchwise stirred tank reactor and proposed a method of simultaneous evaluation
of the interphase mass-transfer coefficient and intraparticle diffusivity using linear and
nonlinear isotherms.
Ionic Mass-Transfer Coefficient
Frisch and Kunin (1960) first derived a mass transfer equation for ionic leakage
from an ion-exchange resin mixed bed at extremely low solute concentrations « 10-5 N).
-
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Their relation did not account for cation to anion resin ratio or their diameters because
they asstuned identical cation and anion exchange rates. Harries and Ray (1984) adapted
this ionic leakage equation for application to either anion or cation exchangers in a mixed
bed.
The ionic leakage is the effluent from the bed that originates from the feed
solution, and is related to the physical characteristics of the resin and the hydraulics of the
system. The leakage is characterized by the inability of the polisher to sufficiently reduce
the influent ionic concentration to the target level (McNulty, 1984). Elution leakage is
caused by the equilibrium exchange of impurity ions left on the resins after regeneration
by the ions present in the water at the bottom of the bed. Displacement leakage occurs
when impurity ions loaded onto the top of a bed during a condenser leak are displaced
down the bed by the ammonitun ions (Ammonium cycle) present in the condensate after
the original leak is sealed (Bates and Johnson, 1984).
VanBrocklin and David (1972, 1975) investigated the effects of ionic migration
for the case of film diffusion rate control. They accounted for ionic migration effects by
bed and the voltunetric flow rate. Using the modified Frisch and Kunin equation, they
concluded that boundary layer diffusion was the rate controlling step at low influent




considering a ratio of ionic to non-ionic mass-transfer coefficients. Harries and Ray's
concentration. They also found that
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holds for boundary layer diffusion. In this relation, D is the aqueous diffusion coefficient
for the exchanging species and 8 is the fixed thickness of the boundary layer. 8 is a
hydrodynamic function of the resins and so the mass transfer coefficient varies with flow
rate. They studied mass transfer coefficient variations with bead size and concluded that
the bead size affects the overall rate of exchange, but polymer/matrix types do not affect
both cWoride and sulfate exchange. The foulants likely to affect anion exchange resins
were identified to be natural vegetation decay products, cation resin degradation products,
and metallic oxides and oils from boilers, turbines and pumps.
Harries and Ray (1978) studied acid leakage from mixed beds and kinetic
deterioration in used resins. They found that improper rinse after regeneration coupled
with improper mixing of resin in a mixed bed contribute to acid leakage and anion-resin
contamination. Anderson et al. (1955) showed the kinetics of sulfuric acid release during
water rinse from strongly basic anion resin to be fairly rapid. Hence, slow acid release
that leads to prolonged acid bleeding can be attributed to the weakly basic groups on the
anion resin. Harries and Ray (1978) found that strongly basic anion exchange resin lose
both total and strongly basic capacity and increase in weakly basic capacity as they age.
Thus, aging and fouling of resins worsen the problem of acid contamination and
subsequent acid release.
Harries (1987) studied variations of mass transfer coefficients of chloride and
sulfate for new and used resins in mixed resins at a superficial velocity of 100 mIhr. He
concluded that increasing the anion resin ratio in a mixed bed does not have any added
advantage in removing chloride or sulfate ions. Experimental results showed that the
,
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mass transfer coefficients of sulfate were smaller than those of chloride. McNulty (1984)
made the same observation. The cations from the injected salt are removed less rapidly
as the cation-to-anion exchange resin ratio decreases and the solution becomes more
alkaline. Huang and Li (1973) used the film mass-transfer coefficient to obtain
interphase-mass transfer coefficients which involved both film and particle resistances.
Emmett and Hebbs (1983) found that the mass transfer rate was proportional to
the square root of the influent superficial velocity for both anion and cation exchange
resins in mono beds. Tittle (1986) proposed the kinetic deterioration in anion exchangers
comes from the preferential chemical degradation of exchange groups, particularly the
strongly basic groups, at the bead surface.
Harries (1985) also proposed that variations in bead surface chemistry could be
responsible for observed kinetics differences in new resins. Sulfate kinetics on used
resins was more strongly affected than chloride kinetics. A study of the mass transfer
coefficient with influent pH revealed a sharp drop in both chloride and sulfate exchange
kinetics as the influent pH moved from acidic to neutral or alkaline in a mixed bed. From
measurements of the resin bead size and their effects on mass transfer coefficients for
chloride and sulfate Harries (1988) concluded that increased size caused a reduction of
mass transfer coefficients for both ions, and the mass transfer coefficients of sulfate were
more strongly influenced.
Harries (1991) studied the rates ofanion exchange for chloride and sulfate when
ammonia and morpholine were dosed into a mixed bed as corrosion controlling agents.
He found the rate of exchange was faster when the corrosion controlling agents were
dosed and attributed this to the pH of the aqueous phase.
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Van Deemter et al. (1956) developed a relation approximating the overall mass
transfer coefficients to be equal to the sum of the resistances in the mobile and immobile
phase of a chromatographic column. The immobile phase (particle) mass transfer
resistance was defined to be the Distribution Factor divided by the particle mass transfer
coefficient. Glueckauf and Coates (1947) developed a simple linear driving force model
with an estimated effective rate constant to avoid the complexity of the solution of a
mathematical model with two mass transfer resistances. Ruthven (1984) found that the
breakthrough curves calculated from the linear rate model for plug flow and from Rosen's
solution for intraparticle diffusion control show good agreement when the equivalent rate
constant is defined as 15D/R/. Using Moments analysis, he derived the following
relation for a simple linear rate model for dispersed plug flow and macropore-micropore
diffusion with external film resistance:
(II-4)
In Equation II-4, the first term on the RHS accounts for film diffusion resistance, the
second term on the RHS accounts for particle diffusion resistance, and the third term
accounts for intraparticle micropore diffusion resistance.
CHAPTER III
MASS TRANSFER PROPERTIES OF MONOVALENT AND DIVALENT IONS IN
NEW AND USED RESINS
Introduction
Ion exchange technology is capable of treating large volumes of water
economically, and is widely used for ultrapure water processes such as stearn-cycle
condensate polishing. Mixed-bed ion-exchange is used to remove ionic impurities to sub-
parts-per-billion concentrations. A major problem for these processes is deterioration of
both, cationic and anionic resin. Degradation of anionic resin has been of particular
concern in the power industry (Harries and Ray, 1984; Harries, 1986, 1987).
Anion resin degradation is usually identified by an increased ionic leakage from
the column during a step-change increase in feedwater concentration. This ionic leakage
(chloride or sulfate) occurs during repeated use of anion resins and is due to several
effects such as organic foulants in feedwater and deactivation of resin exchange sites
(Griffin, 1991). Poor cation-exchange kinetics is observed as sodium or ammonium
leakage, and is caused by residual polymeric material, like oligomeric species, eluted
from the anion resin (Harries, (991). These foulants form a physical barrier on the resin
16
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surface, inhibit the penetration ofcounter ions into the resin, and interrupt the exchange
sites (Tittle, 1981; Harries and Ray, 1984). When the overall reaction begins to slow due
to resin fouling, the process has to be modeled by taking reaction and/or particle diffusion
rate into consideration along with film diffusion mechanism. The effects of resin
degradation on the perfonnance of mixed-bed ion-exchange have been discussed by
Foutch and Chowdiah (1992).
In this study, an experiment that measures overall MTC is used to evaluate resin
degradation. This method was used by Harries and Ray (1984), Harries (1986), and by
McNulty et al. (1986). This procedure is commonly used in industry with various
modifications. The extent of deterioration of resin can be identified by evaluating the
difference in MTC of new and used resins, but the reasons for degradation cannot be
identified. In order to quantify the effects of particle diffusion control in used ion-
exchange resins, the data obtained from the kinetics testing of resins are analyzed using a
relation developed by Van Deemter et al. (1956) approximating the overall MTC to be
equal to the sum of resistances in the mobile and immobile phase of a chromatographic
column. Effective particle diffusivities have been estimated using an extension of the
linear driving force model developed by Ruthven (1984) for dispersed plug flow and
macropore-micropore diffusion with external film resistance.
Mass Transfer Equation
The assumptions made in the development of the model to predict mass transfer
coefficients are given below:
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• Film diffusion is assumed to be the rate determining step because of the ultra
low concentration of influent feed impurity
• Pseudo steady state exchange (variations of concentration with space are much
more important than with time)
• No coion flux across the partide surface
• Ionic fluxes are equal because ofelectroneutrality constraint
• Uniform bulk and resin compositions
• Activity coefficients are unity
• Plug flow
• Isothermal and isobaric operation
• Negligible axial dispersion
• Interfacial concentration is negligible assuming low resin loadings
In a fixed bed ion-exchange column, the solute continuity equation ignoring axial
dispersion for a certain ion 'i' is
(III-I)
The first term of Equation III-1 represents the convective transport of ions axially, the
second term accounts for accumulation in the fluid phase, and the third term accounts for
accumulation in the solid phase. R is the volumetric fraction of cation or anion resin in
the bed. For a shallow bed column, accumulation in the fluid phase can be neglected
because of the short residence time and high flow rates through the column. Hence, the
material balance (Equation III-I) for a shallow bed column is
The rate law (assuming initial breakthrough controlled by external film resistance), using
u ac j + R(1- E) aq i =0
E az E at
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(I11-2)
a Nernst-film model is
aq. .
-' = Kf·a (c. - C. )at .J S, , (III-3)
equation for a certain ion 'i'.




c = C eff at z=ZI ,
c = Cfatz=O
I I
1960; Koloini et aI., 1977; Ralunan and Streat, 1981). This assumption is appropriate for
S =as(l- E) and volumetric flow rate, V=Au where A is the area of the bed, the final
the following boundary conditions
low levels of resin loading observed in kinetic leakage analysis. Using Equation III-3 and
mass transfer equation for a certain ion, 'i' is (Harries and Ray, 1984)
The interfacial concentration, Cj • is assumed zero in aU calculations (Frisch and Kunin.
The ionic MTC, ~.I is calculated using equation III-6 from the outlet concentration (C i
efT
)
for a given influent concentration (C/) with predetermined values of V, Z, A, Rand S.
The specific surface area (as) for a spherical resin particle is given by as'4=6. Writing
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Experimental Procedure
Experiments were perfonned to study flow and concentration effects on MTC.
The procedure is as described by Harries (1986). Table I lists the eight influent
concentrations and three flow rates used. The flow rates were chosen to cover the entire
spectrum of superficial velocities used in industry. The resins used in this study were the
Dowex Monosphere resins 650C-H (cationic) and 550A-OH (anionic). Used
monosphere resins were obtained from the Public Service of Oklahoma (PSG) site at
Riverside (Tulsa). The used resins in this study for experiments were from the Riverside
facility and were sampled from two condensate polishers (CP) in March, 1993.
Data obtained from resins used in Lee's (1994) study from four different sites are
used to study particle mass transfer properties. The resin sampling sites and dates of
installation and sampling are presented in Table II. Table III shows the physical
characteristics of the resins as reported by the manufacturer. The effluent samples were
analyzed by a Dionex Series 4500i Ion Chromatographic system. All resins were
obtained in the hydrogen or hydroxide fonn, but were regenerated and rinsed in the
laboratory to ensure identical treatment and to maximize their capacities before testing.
Regeneration procedures for both, anion and cation exchange resin, are described in
Appendix B. All containers were rinsed with deionized water. The effluent samples
were analyzed within 2 days by ion chromatography.
All experiments were carried out at room temperature. The test column was one
inch in diameter. The mixed bed in the column was made up consisting of a 2: 1 cation:
21
anion resin by volume ratio (40 ml: 20 ml). The mono bed depth was made up with 40
ml by volume of cation or anion resin. The bed depths were measured each run. The 2: I
resin ratio is commonly used in industry, and hence selected for the experiment. The
detailed experimental procedure is given in Appendix B.
TABLE I

















Source of Used Ion Exchange Resins Tested
Resin Type Plant Sampling Information
Cation Anion Narne of Plant Installed Sampled
650C-H 550A-OH Riverside No.1 I Oct., 1990 Mar., 1993
Riverside No.2 Mar., 1992 Mar., 1993
Northeast Station No.3 Dec., 1991 Apr., 1993
Northeast Station No.4 Feb., 1992 Apr., 1993
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TABLE III




































Particle within ±O.O 1 em
range of diameter (%)
Parameter
Accuracy and Reproducibility
preparation of concentrated salt solutions, the measurement of cation and anion resins, the
of effluent concentrations using ion chromatography. The sources of these errors were
detennination of the bed depth, measurement of volumetric flow rates and in the analysis
-
identified and care was taken to minimize them. The overall error in the data was
calculated to be bound between ±12%. The degree of reproducibility of experimental
data was determined by repeating an experimental run and comparing the results. The
error analysis on experimental data is described in Appendix D.
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Experimental Results and Discussion
The effluent concentrations obtained using the ion chromatographic equipment
are substituted into the mass transfer equation (equation 1II-6) and the mass transfer
coefficients (MTCs) are determined for various influent concentrations and flow rates.
The results of the mass transfer experiments done on monobeds to evaluate the
MTCs of sodium and chloride are shown in Figures I and 2. The mass transfer
coefficients of both ions increase as the flow rate increases, indicating that kinetics are
controlled by film diffusion. Film diffusion is inferred to be the rate controlling
mechanism because the film thickness decreases as flow rate increases leading to
improved kinetics. For film diffusion, K f = ~ holds where D is the aqueous diffusion
coefficient of the exchanging species. The film thickness boundary layer ( b ) is a
mathematical concept to provide a simplified method of describing diffusion processes
involving liquid flow rate variation on a solid.
The mass transfer coefficient is independent of influent concentrations throughout
most of the concentration range studied. At influent concentrations below 200 ppb
sodium and 300 ppb chloride, however, the MTCs are affected by influent
24
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influent concentration (ppb of chloride)
Figure 2. Mass transfer coefficients of chloride for new monosphere resin in a mono bed
at different flow rates
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concentration. This trend coincides with data from Harries and Ray (1984) that showed
chloride and sulfate MTC decreasing as the influent concentration was lowered below
500 and 676 ppb respectively. One possible cause for this apparent dependence on
influent concentration at low levels is most probably related to the concentration
detection limit. The ion chromatographic system used to evaluate concentrations has a
detection level of 0.2 ppb sodium and 0.3 ppb chloride. It is also likely that the MTC is,
indeed, a function of influent concentration at the lower concentration range.
Modification of the current equipment along with greater control of the human error
involved while carrying out the experiment would result in a better understanding of
MTCs in this influent concentration region. A higher MTC does not indicate a smaller
ionic leakage. The MTC is used to indicate the rate at which the influent ion reaches the
resin surface for mass transfer. At low flow rates, the residence time through the bed is
greater than at higher flow rates resulting in lower ionic leakage.
The MTCs for both cationic and anionic resins in monobed experiments were
lower than those obtained from mixed-bed experiments (Figures 3 and 4). For an anionic
monobed, the OR concentration increases during exchange, and reaction continues in a
more basic solution. In contrast, cationic monobed exchange occurs in a more acidic
solution than a mixed bed due to the same phenomenon. The MTCs of anionic exchange
are higher in acidic solution, while those for cationic exchange are higher in basic
solution. Harries (1991) attributed the lower MTC of a monobed to solution pH. The
higher MTCs in mixed beds were explained by Haub and Foutch (1986) by considering
neutralization in the bulk phase and liquid film. Since MTC is an overall system
















influent concentration (ppb of sodium)
Figure 3. Mass transfer coefficients of sodium for new monosphere resin in a mixed bed










1000 2000 3000 4000
influent concentration (ppb of chloride)
5000
Figure 4. Mass transfer coefficients of chloride for new monosphere resin in a mixed bed
at different flow rates
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electroneutrality constraint.
mono and mixed beds. This higher MTC is associated with the 2: I cationic to anionic
(III-?)
R - OH- + Cl- ~ R - Cl- + OH- (anion exchange)
R - H+ + Na+ ~ R - Na+ + H+ (cation exchange)
OH- + H+ ~ H 20 (neutralization)
Figure 5 shows that MTCs of chloride are higher than those of sodium in both
Essentially, the hydrogen-hydroxide neutralization reaction works as a sink for removal
neutralization reactions are
hydrogen and hydroxide ions released by ion exchange resins combine with each other to
sodium and chloride diffusion across the respective liquid films because of the
gradients around the cationic and anionic beads respectively. This, in tum, affects
form water, the flux of other ions through the film is affected. The exchange and
resin ratio (by volume) which gives an excess cationic exchange capacity. This results in
of these ions in the bulk liquid and maintains the hydrogen and hydroxide concentration
excess hydrogen ions moving the neutralization plane within the film surrounding the
anionic resin, thereby increasing the anionic gradient. Also. the chloride-hydroxide resin
selectivity is much higher than that for sodium-hydrogen. This results in the film-resin
interface equilibrium strongly favoring the anion. The effective driving force for
exchange increases by decreasing the film concentration at the resin surface, again
increasing the gradient.
Figures 6 through 8 show the MTCs of sodium and chloride for new monosphere
resins compared with used resin from the PSO Riverside plant's CP 1 and CP2. The
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Figure 5. Comparison of mass transfer coefficients of sodium and chloride for new
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influent concentration (ppb of sodium)
Figure 6. Comparison of mass transfer coefficients of sodium in a mixed bed for new
monosphere resin and used resin (RS CP 1) at different flow rates
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Figure 7. Comparison of mass transfer coefficients of sodium in a mixed bed for new











• 500 ml/min - new
• 750 ml/min - new
A 1000 mllmin - new
- ..~ . ·500 ml/min - used
- . 0 . -750 ml/min - used
.. 0 .. 1000 ml/min - used
50001000 2000 3000 4000
influent concentration (ppb of chloride)
o--------------------~----
a
Figure 8. Comparison of mass transfer coefficients of chloride in a mixed bed for new
monosphere resin and used resin (RS CP 1) at different flow rates
-
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indicating resin degradation. This is an indication of resin performance in the condensate
polishers. The degradation ofthe used cation resin is only minor when compared with
used anion resin degradation. Table IV shows the operating conditions of the plant where
the used resins were sampled. This observation of minimal cation resin fouling is typical
since cationic resins are inherently stable and resistant to fouling effects. For anionic
resins, the MTC decrease of chloride is significant (Figure 8). After only 12 months of
use, the MTC decrease is 21 %. The Riverside facility is located downstream of several
Tulsa industrial sites and has experienced severe problems associated with turbine blade
erosion and corrosion. The excessive anion resin fouling is most likely to have been
caused by poor river quality. It is not possible to use this method of kinetic testing of
resins to identify reasons for degradation because the overall MTC obtained by this
simple experiment is a lumped parameter that includes film, interfacial, and particle
effects.
TABLE IV
Operating Conditions of Condensate Polishers at Riverside CPs 1 and 2 and
Northeast CPs 3 and 4
..
II
Number of Beds per Unit
Bed Depth
Actual, ft (m)
Resin Packed, ft (m)
Bed Diameter, ft (m)
Working Pressure, psig (MPa)
Flow Rate per Bed, GPM (m3/s)




Fraction of Cation resin
































influent concentration (ppb of magnesium)
Figure 9. Mass transfer coefficients ofmagnesiwn for new monosphere resin in a mono

















influent concentration (ppb of magnesium)
Figure 10. Mass transfer coefficients of magnesium for new monosphere resin in a mixed
bed at different flow rates
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Figures 9 and 10 show the MTCs of magnesium for new monosphere resin in
mono and mixed beds at 500, 750 and WOO mllmin. The MTCs of magnesium for new
resins show the same trends as MTCs of monovalent sodium ions. The kinetics of
divalent ion exchange is film diffusion controlled for the case of new resin as proved by
the increase in MTC with increasing flow rate. The MTCs in mixed bed are higher than
the MTCs in mono bed, confirming the earlier discussion that solution pH affects the
value of MTC. The MTCs of magnesium at influent concentrations greater than 200ppb
of magnesium and flow rates of 500, 750, and 1000 ml/min are nearly uniform at each
flow rate and have average values of 1.02 xl 0-4, 1.22 xlO-4, and 1.35 xlO-4 mls
respectively. The MTC of sodium under similar conditions are 1.38 X 10-4 ,1.86 xl0'\
and 2.26 X 10-4 mls respectively. It can be dearly noticed that the MTCs of divalent ions
are lower than the MTCs of monovalent ions. This can be explained by the higher
diffusion coefficient of sodium as compared to magnesium. In dilute solutions, the ionic
diffusion coefficient and equivalent ionic conductance are related through mobility
resulting in the Nernst Relation. Nemst's expression for calculating the diffusion





where Zj is the charge on ion and Ai is the equivalent conductance. Values of equivalent
conductance for different ionic species is given in Lange's Handbook of Chemistry
(1985). The diffusion coefficients of sodium and magnesium are found to be 13.34x 10-6
and 7.064x 10-6 cm2/s respectively that explains the lower MTC ofmagnesium. Figure 11
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Figure 11. Comparison ofmass transfer coefficients of magnesium for new monosphere
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Figure 12. Mass transfer coefficients of calcium for new monosphere resin in a monobed
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Figure 13. Mass transfer coefficients of calcium for new monosphere resin in a mixed bed
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Figure 14. Mass transfer coefficients of calcium for used monosphere resin (RS CP 1) in
a mixed bed at different flow rates
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shows a comparison of MTC of magnesium for new monosphere resin versus that for
used resin from RS CP 1. The MTC of magnesium for used resin in a mixed bed is lower
than that in a new resin mixed bed indicating the extent of deterioration. Figures 12
through 14 show the MTCs of calcium for new monosphere resin in a monobed, mixed
bed, and for used resin in a mixed bed at the Riverside station's condensate polisher 1.
The same trends observed in the MTC of magnesium are observed for calcium. The
diffusion coefficient of calciwn calculated using equation In-8 is 7.92 x 10~ cm2/s.
Figure 15 is a comparison ofMTCs of calcium, magnesium, and sodium at 750 ml/min
for new monosphere resin in a mixed bed. One data point on the sodium curve has a
lower MTC than the corresponding point on the calcium curve. This is attributed to
experimental error. The progressive decrease in MTC values of sodium, calcium, and
magnesium indicated in this study is expected because of the differences in their
diffusion coefficients.
Extraction Of Particle Mass Transfer Properties
The mass transfer coefficient (MTC) evaluated using Equation 1II-6 is in reality
the overall mass transfer coefficient of a single ion. This MTC takes into account film,
interfacial, and particle effects. In new ion-exchange resin, the effects of fouling are
relatively negligible. The rate controlling mechanism in new resins is predominantly film
diffusion control. Interfacial effects can be assumed to be zero for low levels of resin
loading observed in kinetic leakage analysis. All resins used in this study were first
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Figure 15. Comparison of mass transfer coefficients of calcium, magnesium, and sodium
for new monosphere resin in a mixed bed at 750 mllmin
-
44
very low. Lee (1994) calculated the maximum percentage loadings and found them to be
3.4% and 5.8% for sodium and chloride based on total influent ions without ionic leakage
at a flow rate of900 ml/min. Used resin kinetics require both film and particle diffusion
mechanisms to describe the exchange process accurately.
Assuming that the solute concentration inside the resin is small compared with
that in the bulk solution, the overall exchange rate can be expressed as
8qj
-=Ko a C.at .1 p I (III-9)
where Ko. i is the overall mass transfer coefficient. Equation III-9 has the same form as





The MTC of new resins calculated using the above expression is in reality the film mass
transfer coefficient. The overall MTC of used resins is comprised of both, a film mass
transfer coefficient and a particle mass transfer coefficient. Evaluation of the particle
mass transfer coefficient of anions and cations for different used resins will give a good
understanding of the extent of deterioration. Van Deemter et a1. (1956) proposed a series
resistance model for ion chromatographic columns where the overall mass transfer
resistance (lIKe) may be written as the sum of the resistances in the mobile and immobile
phase. This series resistance expression is given by
(III-It)
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where Kdisl . is the distribution factor. The particle MTC, ~ for used resin may be
-






This particle MTC accounts for resin degradation due to any fouJing or deactivation of
active sites, but cannot distinguish the mechanisms causing the deterioration of mass
transfer kinetics.
Glueckauf and Coates (1947) presented a simple linear driving force model to
predict the breakthrough curves of ion chromatographic columns. This model was
developed to avoid the complexity of the diffusion solution and used an estimated
effective rate constant. A comparison of breakthrough curves calculated from the linear
rate model for plug flow and Rosen's solution (Ruthven, 1984) for intraparticle diffusion
control shows good agreement with the equivalent rate constant defined as 15D/R/. This
was first described by Glueckauf who showed the equivalence between a linear rate
model, with k=15D/R/, and the diffusion model holds for a variety of boundary
conditions (Glueckauf, 1955).
Using moments analysis (Ruthven, 1984) for a simple linear rate model with
dispersed plug flow and for micropore-macropore diffusion with external film resistance,
Ruthven developed the following relationship
(III-13)
This relationship is an extension of Glueckauf s approximation for systems in which
more than one mass transfer resistance is significant. Ignoring the term due to
--
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From Equation 111-14 the effective particle diffusivity can be estimated. This value of




KoKdisl 3K f 15D p
diffusivity, the final fonn of Equation III-I3 is
-
particle diffusivity would account for resin degradation in used resins and can be a
valuable tool just like particle mass transfer coefficient to predict the extent of fouling.
Results And Discussion
In this study, particle mass transfer coefficients and effective particle diffusivities
have been obtained for used resin samples from Riverside Station condensate polisher 1,
Riverside Station condensate polisher 2, Northeast Station condensate polisher 3, and
Northeast Station condensate polisher 4. Since this study did not involve the calculation
of overall mass transfer coefficients of sodium and chloride from Riverside Station
condensate polisher 2, and Northeast Station condensate polishers 3 and 4, the values of
film mass transfer coefficients for new monosphere resin and overall mass transfer
coefficients obtained by Lee (1994) in his experimental studies are used here to estimate
particle mass transfer properties. Lee's (1994) data has been used because it would be
beneficial to observe the effects of particle diffusion control from different plants where
operating conditions are different. The problems observed in these plants are different
too. Hence, it would be interesting to see if the particle mass transfer properties give




Average MTCs (x 10-4 m/s) of New Monosphere Resin (Film MTC), Riverside
station CPs 1 And 2, and Northeast Station CPs 3 And 4
flaw MTCaf MTCaf MTCaf MTC afused MTC of used
rate monasphere used resin used resin reSIn resm
resin (film) Riverside Riverside Northeast Nartheast
CPl CP2 CP3 CP4
mUmin cation anion cation anion cation anion cation anion cation anion
500 1.27 2.03 1.16 1.55 1.23 1.64 1.22 1.96 1.13 2.0
700 1.63 2.53 1.49 1.7 1.47 1.68 1.47 2.25 1.32 2.29
900 1.72 2.65 1.57 1.93 1.58 1.78 1.67 2.47 1.46 2.45
Table V presents the average values af film and overall MTCs far new and used
resins respectively from Lee's studies (1994). The arithmetic mean of the MTCs for the
influent concentration range greater than 500 ppb for chloride and 324 ppb sodium were
used far these estimates. This concentration range was chosen because the MTCs were
near unifonn. Table VI shows the particle MTCs calculated by equation III-12 with the
overall MTCs by equation III-to. For cation resin, particle MTCs are always higher than
film MTCs indicating that particle diffusion effects were small relative to film diffusion
effects. This observation agrees with Lee's work in which he concluded that fouling
effects in cation resin are minimal. The cation resin from Northeast station CP 4 shows
slightly lower particle MTCs than the Riverside Station resin indicating the need to
consider particle diffusion control in addition to film diffusion control. This is, again, in




Particle Mass Transfer Coefficients Based On OveraU Mass Transfer Coefficients
Estimated By Harries And Ray's Equation (Table V)
Particle mass transfer coefficient x 1004 (m1s)
FR Riverside No.1 Riverside No.2 NE No.3 NENoA
ml/min cation amon cation amon cation anIOn cation anion
500 11.8 0.29 34.5 0.38 27.4 3.6 9.8 9.2
700 15.3 0.23 11.6 0.22 13.2 0.96 6.1 1.1
900 15.9 0.32 17.1 0.24 63.9 2.2 8.5 1.8
NE : Northeast StatIon
FR : volumetric flow rate
For anion resins from Riverside Station 1 and 2, particle MTCs were lower than
film MTCs indicating high resin degradation. Anion resins from NE station CP 3 and 4
have particle MTCs of the same order of magnitude as new anion monosphere resin. This
indicates that the rate controlling mechanism in these used anion resins is a ftmction of
both film and particle diffusion control. But the particle MTCs of anion resin from NE
station is greater than the particle MTCs of anion resin from Riverside station indicating
lesser fouling in the Northeast resin. Considering the resin age, the observed influence of
particle MTC in both, cation and anion resin from Northeast is minimal. The Northeast
Station uses a rural lake as a source of cooling water.
Using Equation 111-14, Table VII can be obtained for the data presented in Table
V. These data indicate the same trends as those obtained by the other methods. Rixey
and King (1989) reported a value of Of of 1x10-5 cm2/s when K.r is 0.002 em/so Hence, a
value of K.r typically an order of magnitude greater than 0.002 cm/s would result in Dr's




limited case, effective particle diffusivities are expected to be greater than the film
diffusivities.
The values of effective particle diffusivity for cation resin, as shown in Table VII,
are of the same order of magnitude as film diffusivity indicating that the cation resin are
resistant to fouling effects. The cation resin from Northeast station CP 4 show slightly
lower particle diffusivities than the cation resin from other facilities. This is the same
observation as done by Lee (1994) and from evaluating particle MTCs. The effective
particle diffusivities for all used anion resin samples are an order of magnitude lower than
film diffusivity showing significant resin degradation. Thus, for the used anionic resin
from both the Riverside and the Northeast facilities particle diffusion does play an
important role in the exchange mechanism.
TABLE VII
Effective Particle Diffusivity Based On Linear Driving Force Equation (Film MTCs
Based On Harries And Ray's Equation)
Effective Particle Diffusivity, Dp x 10-4 cm2/s
Flow Rate Riverside No.1 Riverside No.2 NENo.3 NENo.4
mllmin cation anLon cation amon cation amon cation amon
500 3.48 0.0431 4.95 0.0457 4.68 0.0556 3.19 0.0564
700 4.49 0.047 3.92 0.0462 • 4.19 0.0632 2.68 0.0643
900 4.7 0.0533 4.58 0.049 7.13 0.0701 3.38 0.0692
Conclusions and Recommendations





2. The MTCs of cationic and anionic resin in monobeds are lower than the MTCs in
mixed beds which can be attributed to solution pH. The hydrogen and hydroxyl
neutralization reaction in a mixed bed serves as a sink for maintaining the hydrogen
and hydroxyl concentration gradients around the cation and anion resins respectively.
This results in the higher MTCs in mixed beds.
3. The MTCs of cations and anions are apparently dependent on influent concentrations
at the low influent concentration range. This dependence could be attributed to the
detection limits of the ion chromatographic system. Further analysis on this lower
influent concentration range should be done. With greater control on the human
errors involved, and by modifying the ion chromatographic equipment to extend the
detection limits, the dependence or independence of the MTCs on influent
concentration at low influent concentrations can be proved.
4. The increase in MTCs with flow rate would not continue at indefinitely high flow
rates due to kinetic slippage at extremely high flow rates. Similarly MTCs may not
decrease with flow rate at extremely low flow rates. Work could be done to identify
these high and low flow rate regions.
5. The higher MTC of chloride compared to sodium, calcium and magnesium in a mixed
bed is due to the higher chloride-hydroxyl selectivity coefficient. The excess cation
resin in the mixed bed also serves to enhance the hydroxyl concentration gradient
resulting in the higher chloride MTC.
6. The MTCs of used resins are lower than the MTCs of new resins indicating the extent




7. Use of the series resistance model along with the linear driving force modification
indicate the effect of particle diffusion control. It should be understood that this
method of quantifying the deterioration results in a specific mass transfer property.
Now, other methods of mass transfer property evaluations can be developed to
compare the results obtained using this single parameter experiment.
8. The MTCs of divalent ions, magnesium and calcium are found to be lesser than the
MTCs of sodium which is explained by their respective ionic diffusion coefficients.
9. The fouling effects appear to be worse in anion exchange resins agreeing with
contemporary understanding of kinetics.
10. Another avenue for further work could be in the analysis of the impurity
concentrations at different heights in the mixed bed resin column. The actual profile
of impurity concentrations at different slices of the mixed bed could be studied to




SPECTROSCOPIC ANALYSIS OF USED RESINS
Introduction
The Raman effect is a light scattering effect most easily seen as the change in
frequency for a small percentage of the intensity in a monochromatic beam as the result
of interacting with some material. This change in frequency is the result of coupling
between the incident radiation and vibrational energy levels of molecules. Raman
scattering is observed as the appearance of a signal at a frequency where this signal did
not exist previously or as an increase in an existing signal (Graselli and Bulkin, 1991).
The spectroscopic region of the observed Raman effect depends on the energy of the
incident radiation and on the molecular energy levels that are involved in shifting this
radiation.
Even without microscopes, Raman spectra can be obtained on very small samples.
Single crystals comparable in size to those used for x-ray diffraction, single grains of
powder, individual filaments from synthetic or natural polymers, and liquid sample
volumes as small as I nl can all be readily examined usually without additional sample




restricted by one major point - fluorescence. As a phenomenon, fluorescence is
approximately 106 - 108 times stronger than Raman scattering. Often, when one tries to
excite a Raman spectrum, fluorescence is the only phenomenon observed (Grasselli and
Bulkin, 1991). Trace impurities, coatings on polymers, additives, etc. may fluoresce so
strongly that it is impossible to observe the Raman spectrum of a major component. The
use of UV or near infrared excitation has proved to be effective in reducing this problem.
It has also been shown that the fluorescent background produced by some samples will
decay gradually with time if they are left in the laser beam. Therefore, good practice is to
wait sometime before recording the spectrum of a strongly fluorescent material as the
background may reduce considerably (Loader, 1970).
A major problem in ion exchange processes is deterioration of the cationic and
anionic exchange resins. This deterioration is detected as chloride or sulfate leakage in
the case of anion resins and as sodium or ammonium leakage in the case of cation resins.
Harries (1991) has tried to establish causes of cation exchange resin fouling using X-ray
photoelectron spectroscopy on the surface of the cation resin. He suspected residual
oligomers from anion exchange resin to be responsible for fouling the surface and
expected these oligomers to be associated with nitrogen - containing active exchange
groups. If the oligomers are sufficiently large, some of these exchange groups would not
be associated with a cation exchange site on the cation resin surface. Hence, during
regeneration of the cation resin with hydrogen chloride, these groups would be converted
to the chloride form. The results of his analysis for nitrogen and chlorine were not
satisfactory. Chlorine was not found on both, new and used resins. Nitrogen was
detected on the surfaces of used resins but was present as N-O grouping instead of the
-
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expected N-C grouping if it were present as an anion exchange group. Noh (1992)
analyzed new and used resins using Raman Laser Spectroscopy and reported no
significant differences in the constituents of new and used resins.
Theory
Raman spectroscopy is a powerful tool for the study of inorganic species. The
vibrational spectrum provides frequencies, intensities and other band properties that allow
identification of species present and even their concentrations to a limited extent. Hence,
analysis of resin surfaces using Raman spectroscopy could reveal the presence of any
foulants that are responsible for poor resin kinetics.
Spontaneous Raman scattering (Loader, 1970) is generally measured by collecting
scattered radiation contained within a solid collection angle that depends on the collection
geometry and optics at each frequency of interest, v, and plotting the intensity of the
radiation, I(v), versus v. The measured Raman intensity, I(v) is given by
(IV-I)
where C is a constant that depends on the instrument response, slidwidth, collection
angle, and attenuation due to absorptivity ofthe sample; Vo is the absolute frequency (in
wavenumber units) of the laser excitation line; Vi is the frequency difference of the
scattered radiation (i.e. the Raman shift); B is a temperature factor given by





when the Boltzmann distribution is applied; and Sj is the intrinsic molar scattering
coefficient at frequency Vi' Most of the published spectra of species in solution are
presented in this I (v) versus v fonnat.
The objectives of this study are to identify the presence of silica, nitrogen,
sodium, chloride and sulfate on the surface of new and used cation and anion exchange
resins. Silica is a foulant that could fonn a physical layer on the surface of the resin.
inhibiting penetration of counter ions into the resin. Nitrogen containing active exchange
groups on cation exchange resin are suspected to associate with residual oligorners from
anion resin, causing kinetic deterioration in cation resin. Anion exchange groups on
cation resin and cation exchange groups on anion resin cause sodium, chloride and sulfate
to be present as foulants on the surface when cation resin is regenerated with hydrochloric
acid or hydrosulfuric acid and when anion resin is regenerated with sodium hydroxide.
For purposes of this study, a Laser Raman Spectroscopic apparatus was used. This
apparatus is available at the Physics Department of Oklahoma State University. The
Professor-in-charge of the Raman Spectroscopic apparatus is Dr. Wicksted and the
student who carried out this experiment is Karen Suhrn.
Results And Discussion
The results of the Raman spectroscopic analysis on new and used anion and cation
exchange resins are seen in figures 16 to 19. Figure 16 is the result ofthe surface scan
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Figure 16. Raman Spectroscopic Analysis of new anion monosphere resin bead (Surface
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Figure 17. Raman Spectroscopic Analysis of used anion resin from Riverside Station CP2
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Figure 18. Raman spectroscopic analysis of a second bead of new anion monosphere
resin (Surface scan at 200 mW intensity)
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Figure 19. Raman spectroscopic analysis of used anion monosphere resin from Northeast
station CP2 (Surface scan at 400 mW intensity)
pc:
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0-3000 em-I. The scan did not reveal any peaks. There was a decrease in the intensity of
scattering until around 250 cm-! after which a fluorescent peak is observed in the
remaining frequency range. This peak inhibited the observation of any expected foulants
in this sample. The surface scan on used anion monosphere resin from Riverside Station
CP 2 (Figure 17) again resulted in a fluorescent peak that drowned out the observation of
any other peaks. The same observation was made in scans on a different new
monosphere resin (Figure 18) and on used anion resin from NE Station CP 2 (Figure 19).
It was noticed in all figures that intensity of scattering was greater in the used resin
samples than in the new samples. Attempts were made to study used cation resins, but
thermal degradation of the sample prevented any useful observations to be made.
Thermal degradation of cation exchange resin was observed even when the intensity of
radiation of the laser beam was lowered progressively from 500 mW to 100 mW.
Anion exchange resin withstood thermal degradation better than the cation
exchange resin. Fluorescence occurs because the resin absorbs light very strongly and
then starts emitting this absorbed light which is observed as the high intensity curve that
drastically reduces the sensitivity of the Raman system. To circumvent this problem, the
samples were irradiated with the laser beam for fifte·en minutes expecting the fluorescent
impurity to be 'photobleached'. This is one of the most successful approaches to
overcoming fluorescence, but does not help when the sample itself is fluorescent. In our
study, the irradiation did not help in improving the observations. From the results
obtained, it was also observed that the intensity of scattering in the used resins was higher
at all frequencies observed than the new resin samples. This is expected because of the






1. The presence of background fluorescence in all the resin samples inhibited the
observation of any trace impurities.
2. Since the peak of the fluorescence usually occurs in the visible region, UV Resonance
Raman Techniques and techniques using red or near - IR lasers often can be used to
avoid fluorescent interference (Wicksted, 1995). The Raman spectroscopic system
available to us for the study did not have this capability and hence, further work could
not be done. Further work in identifying the foulants on used resins can be done using
spectroscopic methods in the near IR or UV regions. Mass spectrophotometry is
another possible method for identifying the foulants present in used resins.
3. The thermal degradation of cation exchange resin under the intense focused laser
beam prevented the study of these resins. The standard approach to this problem has
been to spin the sample rapidly, allowing the thennal energy to dissipate for any
given part of the sample between exposures (Eng et aI., 1985). In severe cases,
dilution with a thennal conductive matrix can help (Nimmo et aI., 1985). It may be
difficult to analyze used cation resins using spectroscopic methods because of the heat
degradation of the cation resin at the temperatures involved. Mass spectrophotometry
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The experimental system was originally set up by King (1991). The system was
designed to reduce pressure drop at high flow rates and to reduce contaminants from
materials of construction. The Tygon tubing with an inside diameter of 'l'4 inch used
earlier (Yoon, 1990; King, 1991; Noh, 1992) was replaced by polyethylene pipe (Lee,
1994). The reason for doing this was that the Tygon tubing was not appropriate for high
flow rate experiments, and produced leakage problems around line connectors and high
back pressure to a feed pump (Lee, 1994). The pipe used in this system has a larger
diameter, so the effects of the pressure drop are reduced.
The deionized water, stored in a carboy, can be contaminated by foulants in the
carboy itself and by air. Pure water to make feed solutions of a particular ionic
concentration was supplied directly into the system on-line through a big mixed bed. The
water used by this mixed bed, previously, was deionized using a deioinizing cartridge.
Due to space constraints, this system was modified and a second column for makeup
water was constructed and placed next to the mixed bed. Hence, distilled water was first







then used in the experimental setup where it was passed through another mixed bed
column after which it was mixed with an impurity of a particular concentration.
The main system used in this study is composed of an experimental column,
resistivity meters, feeding and dosing pumps, and an ion chromatographic system to
measure effluent concentrations from the test column. Figure 20 shows the flow diagram
of the main system. Thus, distilled water is first passed through a mixed bed column to
deionize it. This once-deionized water is then circulated continuously as in Figure 20
without dosing concentrated solution until the resistivity (RS 1 in Figure 20) of the water
became 17.8 MO-cm. Theoretically, resistivity of deionized water is 18.3 MO-cm. The
observed resistivity in RS2 was 18.3 MO-cm after deionization through the circulation
routine in Figure 20. Therefore, the lower resistivity in RS 1 was assumed to occur due
to air bubbles or eddies inside the Pyrex resistivity sensor holder. To ensure absence of
ions in the water, the water from the circulation routine was analyzed by ion
chromatography before every experiment. There were no ions (no peaks) detected in that
water.
The ion chromatographic system was controlled by a personal computer
connected with an interface using Dionex software already installed. The ion






The test column used in this study was made by the Materials Laboratory at
Oklahoma State University. The column was built of Pyrex glass. Pyrex was used as the
material of construction because it is transparent and, hence, the flow distribution and the
resin bed condition inside the column could be checked. The resin supporter was a
sponge. The size of the column was one inch inside diameter x 18 inch length x 0.13
inch wall thickness (2.54 em x 46 em x 0.32 em). The inlet and outlet diameter of the
test column was 0.5 inch.
Before the experimental run was started, deionized water was filled to at least 20
em above the top level of resin in the test column. This was to ensure uniform
distribution of feed solution through the resin bed and to prevent floating of resins in the
top portion of the column. Floating separates the mixed resins which is not desirable.
Any air bubbles trapped inside the resin bed was removed by tapping the outside column
wall.
Ion Exchange Resin
The resins used in this study were the Dowex resins, Monosphere 650C-H for
cation resin, and Monosphere 550A-OH for anion resin. Both resins are made by
copolymerization of polystyrene and divinylbenzene. The new resins were provided by
the Dow Chemical Company, and the used resins were sampled from two different









shows the plant location, installation, and sampling dates of the used resins. Table III
shows the physical properties of the resin.
Before the new and used resins were used, the resins were regenerated using
concentrated regenerants. The regeneration step was needed to ensure the H+ fonn on
cation resins and the OH- fonn on anion resins. The regeneration process is described in
detail in Appendix B.
Accessories
The auxiliary equipment for this experimental study included resistivity meters,
pumps, carboys and a personal computer. The ion chromatographic system is explained
in detail in Appendix C. Table VIII lists the accessories along with their specifications.
The syringe pump, which was used as a dosing pump, made it possible to feed the
solution of very low influent concentration. The calibration curves were prepared for the
concentration range 33-120 ppb for chloride, 75-600 ppb for sulfate, and 20-198 ppb for
sodium, magnesium and calcium. These very low concentration solutions for the
calibration were obtained using the syringe pump. The calibration curves for all ions
analyzed are described in Appendix C. The pipe and fittings were bought from Orion
Corporation, and were made of contaminant resistant polyethylene. The inside diameter
was 0.5 inch. The specifications of the auxiliary mixed bed purification column was 3 in.
inside diameter x 48 in. height and 41 in. bed depth. The size of the column in the main
experimental system was 3 in. inside diameter x 42.5 in. height and 29.5 in. bed depth.
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Several operations were performed before the main experiment was carried out -
the preparation of deionized water, the preparation of feed solution, the separation of
mixed resins and the regeneration of resins. This chapter describes the resin separation,
the regeneration process and the experimental procedure of the main experiments. This
overall procedure is similar to that used by Harries (1986). Harries' experimental
procedure is widely used in industry to carry out kinetic testing of resins
Separation of Mixed bed
Used resins samples from PSO were obtained as mixed resin. Therefore, the
resins had to be separated prior to regeneration. Separation was done by feeding
deionized water upward through a column of the used resin. First, the appropriate
amount of mixed resins was loaded into a column of 1.9 inches inside diameter x 15.7
inches height. Deionized water was fed at the rate of about 150 ml/min to backwash the
resins. During this backwash, the anion and cation resin get separated due to the lower











column is separated. The interfacial region between the anion and the cation resin is
discarded to prevent any cross contamination during regeneration. The collected resin is
then stored in plastic bottles prior to regeneration.
Regeneration Procedure
All new and used resins were regenerated to ensure identical treatment, and to
eliminate rinse residues that can be present in new resins. All new anion resins were
received in hydroxide form, and all new cation resins in hydrogen fonn. IN Hel was
used as the regenerant for cation resin and IN NaOH was used for anion resin. The
regenerant is dosed through the column at a specific flow rate. After regeneration, the
resin is backwashed with deionized water until outlet conductivity from top of the column
was lesser than 5 J.LScm- l . The resins, whether new or used, were aU regenerated in an




Step I: 300 rnl cation resin was loaded into the column.
Step 2: The resins were backwashed with deionized water through the column
at the rate of 150 ml/min for 5 minutes.











85 mVmin. The amount of solution can be varied depending on the amount of
loaded resin in the reactor. The regenerant solution is needed in the ratio of 4 liter
resin to 10 liter of 1 M Hel solution
Step 4: Deionized water was continuously fed into the bottom of the colwnn at
150 ml/min flow rate until the conductivity of effluent from the column is lesser
than 5 ~S-cm-l.
Step 5: The regenerated resins were stored in special contaminant resistant polyethylene
bottle with deionized water for future use. The resins were used within one
month to avoid contamination.
Anion resin
Step 1: 300 ml anion resin was loaded into the colwnn.
Step 2: The resins were backwashed with deionized water through the column at the rate
of ISO ml/min for 5 minutes.
Step 3: 0.33 liter of I mole ofNaOH solution was fed into the top of the column at 85
ml/min flow rate. The amount of regenerant solution was calculated by Harries'
procedure. Harries used 1 liter of I M NaOH solution per liter resin.
Step 4: Deionized water was continuously fed into the bottom of the column at
150 ml/min flow rate until the conductivity of effluent from the column is lesser
than 5 ~S-cm-l.
Step 5: The regenerated resins were stored in special contaminant resistant polyethylene















The feed concentrations in this study were very low (Table I), and it is difficult to
accurately prepare a solution under 1 ppm concentration. In addition, minimizing water
contamination was essential for accurate experimentation. These problems were solved
by using a syringe pump and the on-line purification as explained in Appendix A. Before
starting an experimental run, a test bed and concentrated feed solution were prepared.
Special attention was given to the preparation of the mixed bed, because the densities of
cation and anion resins were different, and it is not easy to mix both resins well. The
following algorithm describes the experimental procedure in detail.
Step 1: About 50 liters of deionized water was prepared by passing distilled water
through a mixed-bed ion exchange purification column, as in Figure 20.
Step 2: The deionized water made in Step 1 was continuously circulated until the
resistivity in RS 1 approached 18.3 Mil-em. The second deionization was also
achieved by a mixed bed purification column. During circulation, the test column
was removed to prepare the mixed bed. To make sure of water resistivity, the
secondary deionized water was injected into the ion chromatography.
Step 3: During the preparation of make-up water, a mixed bed and a concentrated
feed solution were prepared. Resin is mixed generally by inert gas passing
upward through a test column. However, the mixed bed in this study was
prepared using a measuring spoon in a 100 ml beaker because the amount of resin






and 20 ml, respectively. The resin volume was measured using a 50 ml capacity
measuring cylinder, removing the resins from a reservoir by siphon, and pouring
into the beaker. Deionized water coexisting with the resins in the beaker was
removed by syringe. This was necessary because the resins immersed in water
could not be mixed appropriately due to density differences. The resins in the
beaker were mixed slowly with a measuring spoon. The degree of mixing could
be checked by color, because both resins have different colors. The mixed or
single resins were transferred into the test column without extra water, using a
measuring spoon. To pack the mixed resin uniformly and tightly in the test bed.
deionized water was filled at least 20 em past the resins and the column was
tapped several times until the loaded resins were steady. This procedure was
needed to prevent channeling and remove air bubble between resins. The
concentrated feed solution was prepared to match eight influent concentrations at
each flow rate using the syringe pump.
Step 4: The single or mixed bed prepared in Step 3 was connected in the. proper
location in Figure 20 during temporary stop of the feed pump.
Step 5: Without dosing the concentrated solution, the test bed was rinsed again by
deionized water prepared in Step 2 at the operating flow rates until resistivity in
RS2 became 18.3 MQ-cm.
Step 6: The flow rate was measured with a 1 liter measuring cylinder between
every sampling to make sure that it was steady.







to the lowest influent concentration.
Step 8: When the resistivity in RS2 was constant, effluent was sampled in a
polyethylene bottle. During this operation, the resistivity of water was checked
in RS 1 continuously to ensure unifonn influent concentration. The time needed to
get uniform effluent resistivity was measured by a stop watch. At the most, it
took 4 minutes to reach unifonn resistivity. This was repeated until the samples
for seven different influent concentrations were collected.
Step 9: The flow rate from the pump was changed to a higher level and the procedure
followed in step 8 was carried out at the new flow rate. Before carrying out the
experiment at the new flow rate, the system was shut down and the resin in the
test bed was changed to new resin. Step 1 through 8 were then repeated at each
different flow rate.






The effluent samples from the experimental column were analyzed by a Dionex
Series 4500i Ion Chromatographic system (IC). This chapter describes the IC, the
preparation of chemicals needed in Ie, the operating procedure and the calibration curves
for cation and anion concentrations.
Components of Ion Chromatography
The Dionex Series 4500i Ion Chromatographic system is designed for dual-
system operation to measure cation and anion concentrations simultaneously. The IC
consists of an injection pump, a gradient Pump, a conductivity detector, an advanced
high-pressure chromatography module, an advanced computer interface and an eluant
degas module for cation and anion separately. The gradient pump is used to load eluant
solution into a column. It is designed to load up to four different eluant solutions








eluant delivery system. The Conductivity detector can automatically offset background
conductivity up to 1600 IlScm-1 and is designed to compensate for conductivity variation
due to temperature. The advanced high-pressure chromatography module consists of a
column and a micromembrane suppresser. The injection pump is used to inject the
sample into IC.
The IC is controlled and operated by the Dionex software, Autolon 450 Data
System (AI-450 version 3.2) installed on a 486 computer, through the Advanced
Computer Interface. The IC was operated by schedule and method files which were
already programmed in the software. The method file controls all systems of the IC for a
given operation comprising of a number of runs. The schedule file defines the sequence
ofmethod files to be used in one complete operation, and the data files save the results of
each run in the operation. The software automatically collects all data and calculates
peak areas. The detection level of this Ie was 0.2 ppb of sodium and 0.3 ppb of chloride.
Preparation of Eluant and Regenerant
The eluant in an IC is used as the carrier of ions through the column. A mixture
of 1.8 mM sodium carbonate and 1.7 mM sodium bicarbonate was used as anion eluant,
and the mixture of27 mM hydrochloric acid and 2.25 mM DL-2,3-diaminopropionic acid
monohydrochloride as cation eluant for detection of monovalent ions. For divalent
cations, a stronger cation eluant consisting of 27 roM hydrochloric acid and 6 mM DL-
2,3-diaminonpropionic acid monohydrochloride was used. The flow rates of anion and





capacity, two bottles for each ion, were used to store cation and anion eluant solution.
The concentrated anion eluant was made by dissolving 9.54 g sodium carbonate and 7.14
g sodium bicarbonate in a 500 ml volumetric flask and making up to 500 ml with
deionized water. The anion eluant was prepared by diluting 10 ml of the concentrated
eluant to 1 liter with deionized water. The cation eluant for monovalent ions was
prepared by diluting a mixture of 25 ml of DAP stock solution and 25 ml of 1 M HCI to I
liter with deionized water. The DAP stock solution was made by dissolving 0.141 g DAP
in 100 ml deionized water. The cation and anion eluants were stored in two bottles with
the same concentration eluant, respectively, and fifty percent eluant of needed volume
from one bottle was mixed with 50 % eluant from the other bottle through inert solenoid
valves. The percentages can be altered depending on eluant concentrations in each bottle.
The outlets from the valves were combined in the manifold and fed to the gradient pump
through the gradient mixer.
Regenerant is used to regenerate an IC column. 0.05 M sulfuric acid solution was
used as anion regenerant and 70 mM tetrabutylammonium hydroxide as cation
regenerant. The flow rates were 2.5 and 5.0 ml/min for anion and cation column
regeneration respectively. The anion regenerant was prepared by diluting 100 ml of 0.5
N H2S04 to I liter with deionized water. 0.5 N H2S04 was made by diluting 7 ml of 36
N H2S04 to SOD ml with deionized water. The cation regenerant was made by diluting
100 ml of TBAOH to 2 liter with deionized water. Two 4 liter plastic bottles were used
as reservoirs of cation and anion regenerant. The used cation regenerant was collected,
treated by an Auto Regeneration System purchased from Dionex and reused because the





metering pump of 6 GPD maximwn outlet (from PULSAtron), an Auto Regeneration
Cation Cartridge and two plastic bottles which are reservoirs for used and treated
regenerant. The treated regenerant was poured into the reservoir of cation regenerant.
Table xx shows the specifications of chemicals used for regenerant and eluant.
Nitrogen and helium were used to degas eluant bottles and pressurize the eluant
and regenerant reservoirs. The degassing procedure was necessary to prevent air bubbles
from loading into the Gradient Pump and valves. [fbubbles were loaded into the
Gradient Module, the Gradient Pump can not work or be operated at optimum condition.
This phenomenon happened sometimes, even though the Degas Module was used. This
was due to prolonged shut down periods, and the air bubbles had to be removed by a
technique obtained from the Dionex operating manual.
TABLE IX
Characteristic Of Chemicals For Regenerant And Eluant
name assay service manufacturer
DAP* 99% cation eluant Fluka Chemie
hydrochloric acid 36.5 - 38 % cation eluant Fisher Sci.
sodium bicarbonate 99% anion eluant Fisher Sci.
sodiwn carbonate 99% anion eluant Fisher Sci.
sulfuric acid 95 - 98 % anion regenerant Fisher Sci.
TBAOH* 55% aqueous cation regenerant Southwestern Analytical
solution
Chemicals [nco







The procedures of start up, software operation and shut down was carried out
using the following step-by-step description:
Step I: Screw tightly the caps of eluant and regenerant bottles to prevent gas
leakage.
Step 2: Turn on the valves ofhelium and nitrogen gas cylinder.
Step 3: Turn on the system switch of eluant degas module.
Step 4: After 5 minutes, the two mode switches for cation and anion eluants in
the are changed from sparge to pressure position. At this time, the reservoirs can
be checked for gas leakage using a soap solution. If gas leakage is detected, step
5 is carried out, else step 6 is followed.
Step 5: The gas cylinder valves are turned off and the actual points of gas leakage from
six reservoirs of eluants and regenerants are found and corrected. Normally, gas
leaks occur because of improper closing of reservoir lids, and because of wear and
tear of tubes carrying gas to the eluant and regenerant reservoirs. The gas cylinder
valves are then turned on again.
Step 6: The pressures for the eluant and regenerant bottles are checked in the
pressure gauges. The pressure for eluant and regenerant bottles is fixed to be
between 5 and 10 psi.
Step 7: The computer is turned on. It is connected with the Advanced





Step 8: Select "run" icon after having verified appropriateness of method and schedule
files.
Step 9: At this point, the main switch of ACI may have to be turned off and on
immediately. This is necessary to electrically connect the ACI and AI-450
software.
Step 10: Load schedule files for both cation and anion analyses if the dual
operating system is needed.
Step 1l: All valves on the IC are set to remote operation. The operating pressure of the
gradient pump is normally about 550 psi for the anion port and about 1100 psi for
cation port. The minimum and maximum pump pressures are 100 psi, and 1500
psi respectively, for both cation and anion detection systems. Thus if pump
pressure is below minimum or over maximum pressure, the gradient pump
module stops its operation and IC does not work. This phenomenon happens
sometimes because of the penetration of air bubbles into the gradient pump
module. On such occasions, the Ie operating manual is referred to and the
problem is identified and corrected.
Step 12: The IC is operated on a few blank runs to elute any peaks from the last run in
any previous operation. Once the conductivities in both the anion and cation
conductivity detectors have stabilized, the present run can be started.
Step 13: In order to wash out ionic contaminants that can exist in the gradient
pump, mixer and lines of IC, the pure deionized water was injected 2 or 3 times.




showed some fluctuation for the first injection. However it became steady for
next injections. The injection is carried out by clicking on "run" in menu.
Step 14: All prepared samples are analyzed. The resulting graphs ofconductivity
Vs time for cation and anion are saved in data files which are assigned in schedule
files. The data files are used to calculate peak areas and then, the concentrations
of selected ions based on peak areas and concentrations of standards for those
ions. The peak areas and concentrations are calculated immediately after each run
is over and can be viewed based on data files in the "Optimize" menu of the Al-
450 software. The calibration curves can be viewed in the "CaIPlot" menu of the
software.
Step 15: Deionized water is injected 2 or 3 times to clean out all parts onc
used after analyzing all samples.
Step 16: After finishing step 14, IC is stopped by pushing "abort" button on ACI or
in a menu of AI-450.
Step 17: The mode switches for cation and anion eluants in the eluant degas
module are changed from pressure to sparge position.
Step 18: The system switch in the eluant degas module is turned off.
Step 19: The two gas cylinders are turned off.
Step 20: The caps of eluant and regenerant bottles are opened and then closed
tightly. This is for releasing the pressure applied and preventing the penetration
of contaminants in air during shut-down period.
Step 21 : The main switch in ACI is turned off and on immediately.
d
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Step 22: The AI-450 software is closed.
Calibration Curves
The ion chromatographic system was calibrated with 6 different standards every
time after startup. The AI-450 software used for analysis of samples has a Calplot
program that provides the calibration curves for each Method program. The calibration
curves are plotted for Instrument response (peak area) versus amount (standard
concentration). In addition to the actual calibration curve, the component name, the
calibration fit type, and the mathematical equation used to calculate the concentration and
response are provided by the software. The calibration curve and the additional
information are used primarily to verify the linearity of the method over the concentration
range for which the method was developed. Linear type fits were obtained for four to six
standard concentrations in the 20-198 ppb concentration range for cations and the 35-600
ppb concentration range for anions. This concentration range was chosen after observing
the effluent concentrations for the entire range of influent concentrations. The effluent
concentrations were typically in the range of the standard concentrations chosen. The
correlation coefficient, i provides a measure of the method's linearity. The calibration
curves for sodium, magnesium, calcium, chloride and sulfate are shown in figures 21 to
25. The correlation coefficients for sodium, magnesium, calcium, chloride and sulfate
were 0.998,0.997,0.953,0.992 and 0.993 respectively, indicating good linearity.
To minimize errors in preparing the very low concentration solutions, the syringe
pump was used to dose high concentrations of the salt solutions in deionized water
..
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flowing at the rate of 500 mllmin. The standard solutions were newly prepared whenever
the IC was started up. This was necessary because the system conditions of the IC could
change each time the IC was started. The changes in system conditions could result in
error in detennining unknown concentrations if new cal ibration curves were not obtained


















fit type = linear






o 20 40 60 80 100 120 140 160
concentration of sodium (ppb)



















fit type = linear
coefft. of fit = 0.997









concentration of magnesium (ppb)




















fit type = linear
coefft. of fit = 0.954








o 20 40 60 80
._- - -_. -- --~-
100 120 140 160
concentration (ppb)




fit type = linear
6.00E+07 ._ coefft. of fit = 0.992














1.00E+07 - -best fit
12010080604020
O.OOE+OO ------- -----.------ -
o
concentration of chloride (ppb)
Figure 24. Calibration Curve For Chloride As Obtained From Dionex Software
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An error is the difference between a measured value and the true exact value, and
it follows statistical laws. The absolute error of any measurement is the difference
between the measured value and the true value. This does not indicate the accuracy of the
measurement. The relative error of a measurement is the absolute error divided by the
measured value. The nwnber of significant figures in a measurement is determined by
the gradation of the scale. The magnitude of the smallest graduation on the readout scale
is its discrimination. The absolute error of any measurement (Ea) is given by the relation
E a = Xl - Xm where ~ is the true value and x.n is the measured value. The relative error
E
is given by E r = _a_ It is customary to group errors into inherent, mathematical,X m
instnunental, human, and natural errors. The errors in this study are mainly personal or
human errors (in the measurement of bed height, volume of resin, and volumetric flow
rate of water through bed, and in the weighing of salts and preparation of salt solutions),
and experimental errors (weighing of salts, measurement of effluent concentrations,
inaccuracies of flow rate of water, and dosing rate of salt).
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The errors from human measurement, instrumental limitations and reproducibility
of data are discussed in this section. The salts sodiwn chloride, magnesium sulfate, and
calcium chloride dihydrate were weighed with an electronic digital balance from Mettler
(model AE 100). Concentrated salt solutions (l000-2000 ppm) were prepared as dosing
solutions. The amount of salt needed to prepare these solutions was always between 10
and 4 grams. The error in weighing these salts using the digital reading on the scale as
specified by the manufacturer was ±0.0002 g. The maximum relative error was therefore
between 0.002 % and 0.005%.
The measurement of wet resin volume was carried out with a 50 ml measuring
cylinder to measure resin in volumes of40 ml and 20 ml. The error was estimated to be
one half scale of the lowest gradation which was ±0.5 ml. Therefore, the maximum
relative error was 1.25% and 2.5% respectively.
The measurement of bed depth was conducted after the procedure of removing air
bubbles and making the resin bed as compact as possible. The error was estimated to be
±0.125 inches or 0.3175 em. The bed depth was always lesser than 11.6 em. The
corresponding relative error was 2.7%.
The instrumental error from the feeding pump was estimated by the repeated
measurements of effluents of test column with a 500 ml measuring cylinder and
stopwatch during the experimental run. The errors were ±25 mllmin at 1000 ml/min, ±15
ml/min at 750 ml/min, and ±1 0 mllmin at 500 ml/min. The relative errors amounted to
2.5%,2%, and 2% respectively.
.
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The error from the syringe pump (Sage Model 341 B) was specified by the
manufacturer (Orion Corporation) to be ±1 0% (based on B-D ptastipak syringes). Other
accessories such as pH meters, and resistivity meters were not analy~ed for error because
their readings were used only as guidelines rather than as actual implemented values in
the mass transfer equation.
The void fractions in the resin bed for both cation and anion monosphere resin
was specified by the manufacturer to be between 0.335 and 0.350. The bed porosity
affects specific surface area in the mass transfer equation. The relative error in specific
surface area due to boundary values of the bed porosity for monosphere resins (both,
cation and anion) was ±1.4%.
All the errors discussed above propagate to affect the mass transfer equation.
Water flow rate and bed depth are linearly related to MTC, and are constant for one
experimental run (for eight different influent concentrations at one flow rate). Hence, the
effects of uncertainty of flow rate and bed depth are the same as the relative errors of the
variables and are constant for each experimental run. The uncertainty in specific surface
area of resin is also linearly related to MTC and is the same as the relative errors in
surface area for the entire experiment.
The effect of uncertainty of the dosing pump on the MTC is different for each
influent concentration. The error in MTC is related to the natural logarithm of each
influent concentration. If all variables except the influent concentration (C/) are kept
constant, then the relative error in mass transfer coefficient is bounded by
These sources of uncertainties are combined to give maximum and minimum mass
transfer coefficients for each influent concentration at every flow rate. The values of
%age error = between In l.l xl 00 and In 0.9 xIOO
In Ceff -In C f In C~ff - In C r
I 1 I)





Equations Dl and eq 02 can be used to obtain the upper and lower bounds on values of
mass transfer coefficients after combining the uncertainties of each variable. The
maximum and minimum relative errors were between 13.87% and -14.42%, but most
relative errors were between ±9% and ±I2%. The bounds on mass transfer coefficients
are listed in Table XII (Appendix E).
Reproducibility of Runs
The MTC of sodium was evaluated at 750 ml/min in a mixed bed. The
experiment was repeated to estimate reproducibility. The average difference in MTC at
750 ml/min was 3.73%. The highest difference occurred at an influent concentration of
65 ppb sodium and was 10.9%. For most other influent concentrations, difference in
MTC was less than 1.6%.
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Analytical Error of effluent samples
Instrumental error is a source for error in experiments. This error was estimated
by repeating the measurements of the same sample with the Ie. The peak area was
obtained and the difference in peak area was used as the criterion of analytical error. The
maximum absolute deviation was measured to be 2.172 %.
APPENDIX E
EXPERIMENTAL DATA
The following tables present calculated mass transfer coefficients (mtc)
and effluent concentrations for various ions as estimated by Harries and
Ray's equation, and the bounds on rntc using uncertainties in the various
variables.
TABLE X
Mass Transfer Coefficient Data Of Monosphere Resin Estimated By
Harries And Ray's Equation
MTC of Sodium at 500 ml/min
New resin mono New resin rntxed
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x
10-4 m/s) 10-4 mls)
30 12.77 0.28 9.97 0.38
98 14.13 0.64 10.81 0.75
200 14.67 0.87 10.48 1.01
400 16.84 1.05 11.79 1.20
700 21.67 1.15 14.42 1.32
980 26.42 1.20 16.89 1.38
2000 42.80 1.28 24.67 1.50
3000 56.02 1.28 34.67 1.50
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MTC of Sodium at 500 ml/min
Used resin RS CP 1 Used resin RS CP2
Ci (feed) Ci (eft) rotc (x Ci (eft) rotc (x
10-4 m/s) 10-4 m/s)
30 10.73 0.35
98 14.45 0.65 12.60 0.70
200 12.06 0.96 15.49 0.87
400 13.51 1.15 13.96 1.14
700 18.39 1.24 17.85 1.25
980 24.19 1.26 20.39 1.32
2000 36.33 1.37 31.32 1.42
3000 50.75 1.39 43.19 1.45
MTC of sodium at 750 ml/min
New resin mono New resin mixed
bed bed
Ci (feed) Ci (eft) rotc (x Ci (eft) mtc (x
10-4 m/s) 10-4 m/s)
20 12.28 0.24 9.89 0.36
65.3 14.31 0.76 11.56 0.88
133.3 13.36 1.15 10.39 1.30
266.7 16.59 1.38 11.88 1.59
466.7 21.11 1.54 14.10 L79
653.3 25.74 1.61 16.52 1.88
1333.33 42.85 1.71 24.57 2.04
2000 59.69 1.75 32.97 2.10
MTC of sodium at 750 ml/min
Used resin RS CPl Used resin RS CP2
Ci (feed) Ci (eff) mtc (x Ci (eft) fitc (x
10-4 m/s) 10-4 m/s)
20 10.79 0.32 11.53 0.28
65.3 13.78 0.80 13.52 0.81
133.3 18.37 1.01 11.22 1.27
266.7 11.53 1.61 15.29 1.46
466.7 14.33 1.78 29.98 1.40
653.3 17.70 1.84 24.60 1.68
1333.33 36.98 1.83 41.27 1.78
2000 68.56 1.72 61.30 1.78
MTC of sodium at 1000 mllmin
New resin mono New resin mixed
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x
104 mls) 10-4 mls)
15 12.37 0.13 10.00 0.28
49 13.74 0.84 10.90 1.02
100 13.13 1.35 10.70 1.52
200 15.39 1.70 10.80 1.99
350 20.68 1.88 14.67 2.16
490 25.35 1.97 18.43 2.24
1000 46.80 2.03 28.88 2.42
1500 62.57 2.11 38.68 2.49
MTC of sodium at 1000 mllmin
Used resin RS CP1 Used resin RS CP2
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls)
15 10.80 0.22 10.95 0.21
49 12.24 0.95 12.83 0.91
100 12.26 1.43 13.06 1.39
200 15.44 1.75 15.11 1.76
350 21.09 1.91 20.21 1.94
490 25.03 2.03 27.21 1.97
1000 45.93 2.10 42.36 2.15
1500 69.77 2.09 64.94 2.14
MTC of CI at 500 mllmin
New resin mono New resin mixed Used resin RS CP2
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
46.2 18.32 0.57 31.54 0.24
150.92 23.94 0.56 18.09 1.31 3.42 2.34
308 24.93 0.76 16.36 1.82 14.48 1.89
616 22.15 l.00 17.31 2.21 7.14 2.76
1078 24.52 1.14 20.50 2.45 15.92 2.61
1509.2 29.94 1.18 22.16 2.61 27.33 2.48
3080 2l.37 1.50 39.16 2.70 76.02 2.29
4620 25.92 1.56 63.67 2.65 127.79 2.22
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MTC of Cl at 750 mllmio
New resin mono New resin mixed Used resin RS CP2
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 m/s) 10-4 m/s) 10-4 m/s)
30.8 22.33 0.15 11.50 0.91 3.20 2.10
100.5 24.05 0.65 13.03 1.90 6.61 2.53
205.2 20.05 1.05 12.29 2.61
410.7 41.85 1.03 13.05 3.20 13.68 3.16
718.7 43.29 1.27 17.69 3.44
1006.1 39.66 1.46 25.27 3.42 46.21 2.86
2053.3 35.67 1.83 46.57 3.51 109.43 2.72
3080 47.07 1.89 81.76 3.37 178.73 2.64
MTC of CI at 1000 mllmio
New resin mono New resin mixed Used resin RS CP2
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 m/s) 10-4 m/s) 10-4 m/s)
23.1 8.58 1.23 4.68 1.98
75.5 29.55 0.57 9.72 2.54 7.89 2.80
154 59.87 0.57 4.69 4.32 8.34 3.61
308 59.06 1.00 5.04 5.09 17.06 3.58
539 33.67 1.67 14.59 4.47 28.07 3.66
754.6 17.60 2.27 20.27 4.48 41.04 3.60
1540 38.55 2.22 59.22 4.03 106.77 3.30
2310 72.87 2.08 89.50 4.02 179.21 3.16
MTC of Mg at 500 mllmin
New resin mono New resin mixed Used resin RS CP 1
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 m/s) 10-4 m/s) 10-4 m/s)
30 13.80 0.26 6.81 0.51 5.08 0.61
98 13.85 0.65 9.92 0.78 10.72 0.75
200 14.35 0.90 18.55 0.81
400 20.21 1.02 33.94 0.84
700 27.70 1.07 37.96 0.99 58.67 0.84
980 60.51 0.92 55.13 0.98 90.72 0.81
2000 106.72 0.97 91.23 1.05 185.35 0.81
3000 224.29 0.86 127.66 1.08 227.88 0.88
MTC of Mg at 750 mVmin
New resin mono New resin mixed Used resin RS CPl
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
30 12.28 0.24 9.38 0.59 7.04 0.74
98 14.31 0.76 12.34 1.06 15.20 0.95
200 21.18 1.15 28.22 1.00
400 35.25 1.24 47.70 1.09
700 52.62 1.29 61.37 1.24 0.00
980 108.05 1.10 92.70 1.20 131.7] 1.03
2000 191.45 1.17 190.59 1.20 346.93 0.90
3000 410.34 0.99 254.25 1.26 451.60 0.97
MTC of Mg at 1000 ml/min
New resin mono New resin mixed Used resin RS CPl
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) rotc (x Ci (eft) rotc (x
10-4 m/s) 10-4 mls) 10-4 mls)
30 6.50 1.02 15.91 0.43 9.11 0.81
98 12.53 1.37 23.18 0.98 21.86 1.02
200 27.09 1.36 38.97 1.] 1
400 78.58 1.39 82.19 1.08
700 77.9] 1.46 88.82 1.41 142.59 1.08
980 156.39 1.22 133.17 1.36 204.77 1.07
2000 245.95 1.39 320.22 1.25 491.76 0.96




MTC of 804 at 500, 750, 1000 ml/min flowrates
New resin mixed bed
Ci(feed) Ci(eff) mtc (x Ci(eft) mtc (x Ci(eff) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
(500 ( 750 (1000
ml/min) mllmin) ml/min)
119 47.53 0.51 56.24 0.63 56.82 0.83
387 221.04 0.47 176.71 0.88
790 182.22 1.64
1581 186.53 1.51 228.27 1.63 194.35 2.35
2767 248.66 1.54 240.28 2.05 283.38 2.55
3873 266.41 1.90 323.18 2.09 346.25 2.71
7904 360.61 1.96 760.51 1.97 774.87 2.60
11857 847.37 2.22 861.34 2.94
MTC of Ca at 500 mlfmin
New resin mono New resin mixed Used resin RS CP1
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
98 5.49 0.96 4.65 1.04 27.60 0.43
200 14.61 0.87 12.91 0.93 27.60 0.67
400 24.56 0.93 30.15 0.88 35.19 0.83
700 35.14 0.99 45.21 0.93 52.75 0.88
980 50.56 0.98 56.74 0.97 66.76 0.92
2000 96.72 1.01 76.50 1.11 116.57 0.97
MTC of Ca at 750 ml/min
New resin mono New resin mixed Used resin RS CPl
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
98 6.57 1.35 7.15 1.34 26.35 0.67
200 17.15 1.22 16.71 1.27 23.36 1.10
400 31.63 1.26 22.97 1.46 31.23 1.30
700 62.48 1.20 48.58 1.36
980 95.91 1.16 61.29 1.42 76.42 1.30
2000 206.83 1.13 131.99 1.39 142.66 1.35
MTC of Ca at 1000 ml/min
New resin mono New resin mixed Used resin RS CPl
bed bed
Ci (feed) Ci (eft) mtc (x Ci (eft) mtc (x Ci (eft) mtc (x
10-4 mls) 10-4 mls) 10-4 mls)
98 9.12 1.58 7.26 1.77 15.36 1.26
200 17.19 1.63 15.51 1.74 32.70 1.23
400 32.37 1.67 32.85 1.70 53.75 1.37
700 62.24 1.61 58.17 1.69 88.14 1.41
980 112.94 1.43 94.02 1.60 105.12 1.52
2000 228.62 1.44 193.82 1.59 190.32 1.60
lOS
TABLE XI
Maximum And Minimum Relative Errors Of Mass Transfer Coefficients
Due To Experimental Uncertainties
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Used resin RS CP 1
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max min
30 10.73 0.35 0.40 0.29 14.77 -16.44
98 14.45 0.65 0.72 0.57 10.26 -12.03
200 12.06 0.96 1.04 0.86 8.60 -10.40
400 13.51 1.15 1.25 1.04 7.99 -9.80
700 18.39 1.24 1.34 1.12 7.78 -9.60
980 24.19 1.26 1.36 1.14 7.74 -9.56
2000 36.33 1.37 1.47 1.24 7.53 -9.35
3000 50.75 1.39 1.49 1.26 7.49 -9.31
Used resin RS CP2
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
98 12.60 0.70 0.77 0.62 9.91 -11.69
200 l5.49 0.87 0.95 0.78 8.95 -10.74
400 13.96 1.14 1.24 1.03 8.02 -9.83
700 17.85 1.25 1.35 1.13 7.76 -9.58
980 20.39 1.32 1.42 1.20 7.62 -9.44
2000 31.32 1.42 1.52 1.29 7.44 -9.27
3000 43.19 1.45 1.55 1.31 7.39 -9.22
MTC of sodium at 750 ml/rnin
New resin mono
bed
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
20 12.28 0.24 0.31 0.18 27.18 -27.82
65.3 14.31 0.76 0.86 0.65 13.09 -14.34
133.3 13.36 1.15 1.27 1.01 10.82 -12.17
266.7 16.59 1.38 1.52 1.23 10.06 -11.44
466.7 21.11 1.54 1.69 1.37 9.68 -11.09
653.3 25.74 1.61 1.76 1.43 9.54 -10.95
1333.33 42.85 1.71 1.87 1.53 9.36 -10.77






MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max min20 9.89 0.36 0.43 0.28 19.25 -20.8465.3 11.56 0.88 0.98 0.77 10.81 -12.57133.3 10.39 1.30 1.42 1.16 8.96 -10.75266.7 11.88 1.59 1.72 1.43 8.25 -10.06466.7 14.10 1.79 1.93 1.62 7.89 -9.71653.3 16.52 1.88 2.03 1.70 7.75 -9.571333.33 24.57 2.04 2.20 1.85 7.54 -9.362000 32.97 2.10 2.26 1.90 7.47 -9.29
Used resin RS CPl
MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
20 10.79 0.32 0.38 0.24 21.25 -22.80
65.3 13.78 0.80 0.89 0.69 11.47 -13.21
133.3 18.37 1.01 1.12 0.89 10.08 -11.85
266.7 11.53 1.61 1.74 1.44 8.22 -10.03
466.7 14.33 1.78 1.92 1.61 7.91 -9.72
653.3 17.70 1.84 1.99 1.67 7.81 -9.62
1333.33 36.98 1.83 1.98 1.66 7.82 -9.64
2000 68.56 1.72 1.86 1.56 8.00 -9.81
Used resin RS CP2
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
20 11.53 0.28 0.35 0.21 23.21 -24.72
65.3 13.52 0.81 0.90 0.70 11.39 -13.13
133.3 11.22 1.27 1.38 1.13 9.08 -10.87
266.7 15.29 1.46 1.59 1.31 8.53 -10.34
466.7 29.98 lAO 1.52 1.26 8.68 -10A8
653.3 24.60 1.68 1.81 l.51 8.08 -9.90
1333.33 41.27 1.78 1.92 1.60 7.91 -9.73
2000 61.30 1.78 1.92 1.61 7.90 -9.72
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MTC of sodium at 1000 mllmin
New resin mono
bed
MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
15 12.37 0.13 0.20 0.05 59.75 -58.43
100 13.13 1.35 1.51 1.17 11.95 -13.17
200 15.39 1.70 1.89 1.50 10.90 -12.18
350 20.68 1.88 2.08 1.66 10.53 -11.83
490 25.35 1.97 2.17 1.74 10.37 -11.68
1000 46.80 2.03 2.24 1.80 10.26 -11.57
1500 62.57 2.11 2.32 1.87 10.14 -11.46
New resin mixed
bed
MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
15 10.00 0.28 0.36 0.19 30.38 -31.47
49 10.90 1.02 1.15 0.88 12.24 -13.87
100 10.70 1.52 1.68 1.34 10.05 -11.75
200 10.80 1.99 2.17 1.78 8.99 -10.72
350 14.67 2.16 2.35 1.94 8.72 -10.46
490 18.43 2.24 2.43 2.00 8.61 -10.36
1000 28.88 2.42 2.62 2.17 8.38 -10.13
1500 38.68 2.49 2.70 2.24 8.30 -10.05
Used resin RS CP 1
MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
15 10.80 0.22 0.31 0.14 36.15 -37.07
49 12.24 0.95 1.07 0.81 12.80 -14.42
100 12.26 1.43 1.58 1.26 10.34 -12.03
200 15.44 1.75 1.91 1.55 9.47 -11.19
350 21.09 1.91 2.09 1.71 9.13 -10.85
490 25.03 2.03 2.21 1.81 8.93 -10.66
1000 45.93 2.10 2.28 1.88 8.81 -10.55
1500 69.77 2.09 2.28 1.87 8.83 -10.56
Used resin RS CP2
MTC (* 10-4 mls) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
15 10.95 0.21 0.30 0.13 37.50 -38.38
49 12.83 0.91 1.03 0.78 13.06 -14.66
100 13.06 1.39 1.53 1.22 10.49 -12.17
200 15.11 1.76 1.93 1.56 9.44 -11.16
350 20.21 1.94 2.12 1.73 9.07 -10.80
490 27.21 1.97 2.15 1.76 9.03 -10.76
1000 42.36 2.15 2.34 1.93 8.73 -10.47
1500 64.94 2.14 2.33 1.92 8.75 -10.49
MTC of Cl at 500 ml/min
New resin mono
bed
MTC (* 10-4 mls) Relative Error
(%age)
Ci (feed) Ci (eft) K KInax Kmin max mm
150.92 23.94 0.56 0.62 0.48 11.91 -13.22
308 24.93 0.76 0.84 0.67 10.44 -11.81
616 22.15 1.00 1.10 0.89 9.46 -10.87
1078 24.52 1.14 1.24 1.02 9.09 -10.52
1509.2 29.94 1.18 1.29 1.06 8.99 -10.43
3080 21.37 1.50 1.62 1.35 8.45 -9.90
4620 25.92 1.56 1.69 1.41 8.36 -9.82
New resin mixed
bed
MTC (* 10-4 mls) Relati ve Error
(%age)
Ci (feed) Ci (eft) K Kmax KInin max mm
46.2 18.32 0.57 0.66 0.47 16.01 -17.40
150.92 18.09 1.31 1.44 1.16 9.90 -11.41
308 16.36 1.82 1.97 1.63 8.59 -10.13
616 17.31 2.21 2.39 2.00 7.98 -9.53
1078 20.50 2.45 2.64 2.22 7.70 -9.26
1509.2 22.16 2.61 2.81 2.37 7.55 -9.1 I
3080 39.16 2.70 2.90 2.46 7.47 -9.03
4620 63.67 2.65 2.85 2.41 7.51 -9.07
1lO
II I
Used resin RS CP2
MTC (* 10-4 m1s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax KInin max mm
46.2 31.54 0.24 0.31 0.16 31.44 -32.52
150.92 3.42 2.34 2.53 2.12 7.82 -9.37
308 14.48 1.89 2.05 1.70 8.45 -9.99
616 7.14 2.76 2.96 2.51 7.42 -8.98
1078 15.92 2.61 2.81 2.37 7.55 -9.11
1509.2 27.33 2.48 2.67 2.25 7.67 -9.23
3080 76.02 2.29 2.47 2.07 7.88 -9.43
4620 127.79 2.22 2.40 2.01 7.97 -9.52
MTC of Cl at 750 mllmin
New resin mono
bed
MTC (*10-4 m1s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
30.8 22.33 0.15 0.20 0.09 37.95 -38.11
100.562 24.05 0.65 0.73 0.55 13.49 -14.73
205.282 20.05 1.05 1.16 0.92 10.77 -12.12
410.718 41.85 1.03 1.14 0.91 10.85 -12.20
718.718 43.29 1.27 1.40 1.13 ]0.02 -1l.40
1006.082 39.66 1.46 1.60 1.30 9.54 -10.95
2053.328 35.67 1.83 2.00 1.64 8.91 -10.35
3080 47.07 1.89 2.06 1.70 8.83 -10.27
New resin mixed
bed
MTC (* lO-4 m1s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
30.8 11.50 0.91 1.05 0.76 15.35 -16.75
100.562 13.03 1.90 2.09 1.68 lO.08 -11.59
205.282 12.29 2.61 2.84 2.35 8.73 -10.27
410.718 13.05 3.20 3.46 2.89 8.08 -9.63
718.718 17.69 3.44 3.71 3.11 7.88 -9.43
1006.082 25.27 3.42 3.69 3.10 7.89 -9.45
2053.328 46.57 3.51 3.79 3.18 7.82 -9.37
3080 81.76 3.37 3.64 3.05 7.94 -9.49
Used resin RS CP2
MTC (* 10-4 m/s) Relative Error
(%age)
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MTC of CI at 1000 mVmin
New resin mono
bed
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
75.46 29.55 0.57 0.67 0.46 17.80 -18.71
154 59.87 0.60 0.67 0.46 11.75 -22.76
308 59.06 1.00 1.13 0.85 13.10 -14.27
539 33.67 1.67 1.85 1.47 10.60 -11.90
754.6 17.60 2.27 2.48 2.02 9.64 -10.99
1540 38.55 2.22 2.44 1.98 9.69 -11.04
2310 72.87 2.08 2.29 1.85 9.88 -11.21
New resin mixed
bed
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
23.1 8.58 1.23 1.42 1.02 15.86 -17.12
75.46 9.72 2..54 2.81 2.23 10.60 -12.02
154 4.69 4.32 4.69 3.89 8.57 -10.05
308 5.04 5.09 5.50 4.60 8.14 -9.63
539 14.59 4.47 4.85 4.02 8.48 -9.96
754.6 20.27 4.48 4.86 4.03 8.47 -9.96
1540 59.22 4.03 4.39 3.62 8.78 -10.25
2310 89.50 4.02 4.38 3.61 8.79 -10.26
Used resin RS CP2
MTC (* 10-4 mls) Relative Error
(%age)
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MTC of Mg at 500 mVmin
New resin mono
bed
MTC (*10-4 mls) Relative Error
(%age)





































MTC (* 10-4 mls) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
30 6.81 0.51 0.57 0.44 11.83 -13.48
98 9.92 0.78 0.85 0.69 9.45 -11.15
200 14.35 0.90 0.98 0.80 8.88 -10.59
400 20.21 1.02 1.10 0.91 8.43 -10.15
700 37.96 0.99 1.08 0.89 8.52 -10.23
980 55.13 0.98 1.06 0.88 8.56 -10.27
2000 91.23 1.05 1.14 0.95 8.32 -10.04
3000 127.66 1.08 1.16 0.97 8.25 -9.97
Used resin RS CP 1
MTC (*10-4 m/s) Relative Error
(%age)
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MTC of Mg at 750 ml/min
New resin mono
bed
MTC (* 10-4 m/s) Relative Error
(%age)




































MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eff) K Kmax Kmin max mm
30 9.38 0.59 0.68 0.50 13.70 -15.31
98 12.34 1.06 1.16 0.94 9.91 -11.60
200 21.18 1.15 1.26 1.02 9.54 -11.23
400 35.25 1.24 1.36 1.11 9.20 -10.90
700 61.37 1.24 1.36 1.11 9.19 -10.90
980 92.70 1.20 1.32 1.07 9.33 -11.02
2000 190.59 1.20 1.31 1.07 9.34 -11.04
3000 254.25 1.26 1.38 1.12 9.14 -10.84
Used resin RS CP1
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Cj (eft) K Kmax Kmin max mm
30 7.04 0.74 0.83 0.64 11.98 -13.63
98 15.20 0.95 1.05 0.84 10.45 -12.13
200 28.22 1.00 1.10 0.88 10.19 -11.88
400 47.70 1.09 1.19 0.96 9.79 -11.48
980 131.71 1.03 1.13 0.90 10.07 -11.75
2000 346.93 0.90 0.99 0.78 10.80 -12.47
3000 451.60 0.97 1.07 0.85 10.37 -12.05
MTC of Mg at 1000 mllmin
New resin mono
bed
MTC (*10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
30 6.50 1.02 1.15 0.87 13.59 -14.73
98 12.53 1.37 1.53 1.19 11.88 -13.11
700 77.91 1.46 1.63 1.27 11.57 -12.82
980 156.39 1.22 1.37 1.05 12.48 -13.68
2000 245.95 1.39 1.56 1.21 11.79 -13.03
3000 579.66 1.09 1.24 0.94 13.13 -14.29
New resin mixed
bed
MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax KInin max mm
30 15.91 0.43 0.53 0.33 21.46 -22.73
98 23.18 0.98 1.11 0.84 12.57 -14.11
200 27.09 1.36 1.51 1.20 10.63 -12.22
700 88.82 1.41 1.55 1.24 10.47 -12.07
980 133.17 1.36 1.50 1.19 10.64 -12.23
2000 320.22 1.25 1.39 1.09 11.09 -12.67
3000 398.95 1.37 1.52 1.21 10.58 -12.18
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Used resin RS CPl
MTC (*10-4 m/s) Relative Error
(%age)
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MTC of Ca at 500 mllmin
New resin mono
bed
MTC (* 10-4 m/s) Relative Error
(%age)





































MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin m1ax mm
98 4.65 1.04 1.13 0.93 8.37 -10.08
200 12.91 0.93 l.01 0.84 8.73 -10.44
400 30.15 0.88 0.96 0.79 8.95 -10.66
700 45.21 0.93 1.01 0.84 8.73 -10.45
980 56.74 0.97 1.05 0.87 8.59 -10.31
2000 76.50 1.11 1.20 1.00 8.15 -9.87
Used resin RS CPl
MTC (* 10-4 mls) Relative Error
(%age)
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MTC of Ca at 750 mllmin
New resin mono
bed
MTC (* 10-4 mls) Relative Error
(%age)






























MTC (*10-4 mls) Relative Error
(%age)
Ci (feed) Ci (eft) K Krnax Krnin max mm
98 7.15 1.34 1.46 1.20 8.90 -10.61
200 16.71 1.27 1.38 1.13 9.11 -10.82
400 22.97 1.46 1.59 1.31 8.58 -10.30
700 48.58 1.36 1.48 1.22 8.83 -10.54
980 61.29 1.42 1.54 1.27 8.69 -10.40
2000 131.99 1.39 1.51 1.24 8.76 -10.47
Used resin RS CP1
MTC (*10-4 m/s) Relative Error
(%age)
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MTC of Ca at 1000 ml/min
New resin mono
bed
MTC (* 10-4 m/s) Relative Error
(%age)





































MTC (* 10-4 m/s) Relative Error
(%age)
Ci (feed) Ci (eft) K Kmax Kmin max mm
98 7.26 1.77 1.94 1.58 9.46 -11.09
200 15.51 1.74 1.91 1.55 9.53 -11.16
400 32.85 1.70 1.87 1.51 9.62 -11.25
700 58.17 1.69 1.86 1.50 9.64 -11.26
980 94.02 1.60 1.75 1.41 9.89 -11.50
2000 193.82 1.59 1.75 1.41 9.91 -11.52
Used resin RS CPl
MTC (* 10-4 mls) Relative Error
(%age)
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